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September 20, 2024 VIA EMAIL 
 (35) Page(s) Inclusive 

 
To: Prospective Bidders 
 
Re: Village of Hoffman Estates 
 Village Green Concessions 

Architect’s Project Number: 24-002 
Addendum #1 

 
This addendum forms part of the bidding and contract documents and modifies the 
original bidding documents dated September 05, 2024.  Acknowledge receipt of this 
addendum on the bid form.  Failure to do so may disqualify the bidder. 
 
Revise SPECIFICATIONS as follows: 
 

1. Document 002113 – Instructions to Bidders. 
a. Page 002113-4, Article 1.13 – Performance Assurance, Paragraph A, 

Item 2 and 2.a. 
i. REVISE note as follows:   

1. “Provide a 100 percent Payment Bond on Owner’s 
Payment Bond. 

a. Refer to Section 012901 for Owner’s Payment 
Bond to be completed by Contractor’s surety” 

 
2. Document 012091 – Performance Bond. 

a. REPLACE Section in its entirety. 
 

3. Document 071113 – Bituminous Damp Proofing. 
a. DELETE Section in its entirety. 

 
4. Document 071326 – Sheet Waterproofing. 

b. DELETE Section in its entirety. 
 

5. Document 072113 – Board and Batt Insulation. 
a. Page 072113-2, Article 2.4 – Accessories, Paragraph A 

i. DELETE note as follows:   
1. “Sheet Vapor Retarder Type 1: Black polyethylene film for 

above grade application, 10 mil mil thick.” 
 

6. Document 105126 – HDPE Lockers. 
a. Page 105126-2, Article 2.3 – Standard-Duty HDPE Lockers, Paragraph U 

– Interior Equipment, Item 2 – Wall Hook 
i. DELETE note as follows:   

1. “Two single-prong hooks.” 
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7. Document 284600 – Fire Detection and Alarm. 
a. ADD attached Section in its entirety. 

 
 
Revise DRAWINGS as follows: 
 

1. Drawing C1.01 – REVISE as follows: 
a. Sidewalk at northeast end of development area revised to be removed. 

Revision tag R-2 revised to read “Omitted” – refer to replacement drawing 
attached. 

 
2. Drawing C1.02 – REVISE as follows: 

a. Sidewalk at northeast end of development area revised to be proposed 
10’ width – refer to replacement drawing attached. 

 
3. Drawing C1.03 – REVISE as follows: 

a. Sidewalk at northeast end of development area revised to be proposed 
10’ width – refer to replacement drawing attached. 

 
4. Drawing C1.04 – REVISE as follows: 

a. Sidewalk at northeast end of development area revised to be proposed 
10’ width – refer to replacement drawing attached. 

 
5. Drawing C2.00 – REVISE as follows: 

a. Proposed spot grades for sidewalk at northeast end of development area 
revised – refer to replacement drawing attached. 

 
6. Drawing C3.00 – REVISE as follows: 

a. Sidewalk at northeast end of development area revised to be proposed 
10’ width – refer to replacement drawing attached. 

 
7. Drawing A2.00 – REVISE as follows:     

a. Wall Type A and A-S: “Continuous vapor barrier - match underlayment in 
metal wall panel system.” 

b. Wall Type C: “Continuous vapor barrier/ underlayment – refer to 
Specifications under Metal Wall Panels.” 

 
8. Drawing A4.00 – REVISE / ADD as follows, refer to replacement drawing 

attached: 
a. REVISE reference note 7 as “Exterior Light Fixture – refer to electrical 

drawings.” 
b. ADD to reference note 17: “Signage to be provided by allowance.” 
c. ADD canopy to 1/A4.00 as bubbled.   
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9. Drawing A5.10 and A5.11 – REVISE notes as follows: 
a. Referenced note 11A: “Continuous vapor barrier – to match vapor barrier 

underlayment in metal wall panel system – refer to Specifications.” 
b. Referenced note 35: “LED illuminated box wall signage – refer to exterior 

elevation and electrical drawings - provide wood blocking as required. 
Signage to be provided by allowance.” 

c. Referenced note 38: “TV Screen – supplied by owner and installed by GC 
– refer to electrical drawings - provide wood blocking as required.” 

 
10. Drawing 1/A8.20 – REVISE note as follows: 

a. “LED illuminated box wall signage – refer to exterior elevation and 
electrical drawings - provide wood blocking as required.” 

 
11. Drawing E1.00 – ADD as follows, refer to replacement drawing attached: 

a. Fire alarm panel 
b. Fire alarm devices 
c. Callout for telephone backboard 
d. Location of telecom entrance with note 

 
12. Drawing E4.00 – ADD as follows, refer to replacement drawing attached: 

a. 20A circuit to Panel ‘A’ for timeclock 
 

13. Drawing E5.00 – ADD as follows, refer to replacement drawing attached.: 
a. Added circuits to Detail 5 
b. Added Detail 6 

 
14. Drawing P2.00 – REVISE as follows: 

a. Detail 1 revised – refer to replacement drawing attached. 
 

15. Drawing FP0.00 – REVISE as follows: 
a. Detail 2 has been revised – refer to replacement drawing attached. 

 
 
CLARIFICATION TO THE DOCUMENTS as follows: 
 

1. QUESTION:  C1.04 – Would it be possible to indicate where the existing 
electrical service transformer is located so that we can determine accurate 
quantities of excavation and raceway? 

 ANSWER:  Refer to Sheet C1.01, removal tag R-16. 
 

2. QUESTION:  AS1.00 & AS2.00 – Privacy Fence. Drawing sheets reference 
prefinished aluminum T&G privacy boards and rails. The specification calls 
for Greenwood Fence Inc to be the supplier. It does not appear that they 
make an aluminum T&G privacy board. Should the privacy boards be 
Greenwood’s standard composite product? 

 ANSWER:  Greenwood Fence Inc makes aluminum fence and trellis.  
Please reach out to Mike Difatta (mike@greenwoodfence.com). 
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3. QUESTION:  Privacy Fence boards are called out as smooth finish 
aluminum in the specification. If we are to provide the composite boards, 
are we to provide a smooth finish or a wood grain finish? 

 ANSWER:  Refer to answer to Question 2 above. 
 

4. QUESTION:  Aluminum Trellis – Same question regarding the T&G privacy 
boards applies. Also, please confirm that section 10 73 16 Metal Canopies 
only applies to the prefab canopies above the concession windows and not 
to the trellis. 

 ANSWER:  Yes, confirmed, not trellis. 
 

5. QUESTION:  A4.00 - Note 18 – Can a sample of the painted wall graphic 
be provided to assist with pricing? 

 ANSWER:  Refer to attached ASK01 - rendering with wall graphic. 
 

6. QUESTION:  A5.10 – Note 38 – Is mounting bracket and TV size 
information for the TVs available? Do we assume wood blocking at TVs? 

 ANSWER:  Mounting bracket and TV size information not available.  
Yes provide wood blocking as required.  Refer to revision tag #1 on 
A5.10 – Note 38. 
 

7. QUESTION:  3/S3.00 – The bracing note calls for brace at each joist but 
the detail is for conditions where joists are perpendicular. Are we to provide 
bracing at 16” O.C. to match the joist spacing? 

 ANSWER:  Correct, there should be a brace located at each wall stud 
down to the joist/deck down below. Refer to SSK01 for perpendicular 
joist condition. 
 

8. QUESTION:  3/S3.00 – Is there a detail showing the attachment of the 
bracing to the roof structure? Will these braces terminate into the metal 
deck or do we need to provide joist bridging between the roof joists 
wherever the kicker lands? 

 ANSWER:  Refer to attached SSK-01. 
 

9. QUESTION:  Are there any restrictions as to which roads we are allowed to 
use for construction traffic? For example, will all deliveries be required to 
enter the development off of Beverly Rd vs Higgins Rd? Are we allowed to 
bring deliveries in via Hoffman Blvd from Route 59? 

 ANSWER:  There are no restrictions. Deliveries can enter 59 to 
Hoffman Blvd or 72/Beverly to Prairie Stone Pkwy. 
 

10. QUESTION:  At exterior cavity walls that are NOT shear walls, is an 
exterior sheathing board such as DensGlass acceptable in lieu of treated 
plywood? The cost of DensGlass is approximately 40% less than treated 
plywood. 

 ANSWER:  Provide plywood as specified.  You are welcome to suggest 
DensGlass on Substitution Sheet. 
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11. QUESTION:  Are tapered insulation crickets required at the pavers 
surrounding the exhaust fan to allow for continuous drainage? 

 ANSWER:  No 
 

12. QUESTION:  Should the insulation thickness at all roof drains be 6”? 
 ANSWER:  The roof framing is sloped structure with 6” base insulation 

on one side and 9.5” on the other side per the roof plan in order to 
move the low point off the wall. 
 

13. QUESTION:  Sheet E3.00 is showing “Panel A” as existing.   
 ANSWER:  This panel is existing.  It was installed in the first phase of 

this project during the landscape remodel and replacement of bollards 
around the grounds. 
 

14. QUESTION:  There is no fire alarm shown on the drawings.  Please clarify 
how we should address this item? 

 ANSWER:  Fire alarm system has been added to the drawings.  Final 
design by others. 
 

15. QUESTION:  There is no security shown on the drawings.  Please clarify 
how we should address this item? 

 ANSWER:  There are card readers shown on the plans.  Security will 
be a delegated design. 
 

16. QUESTION:  Should tele/data cabling be included in our proposal?   
a. If yes, please provide cabling specifications 
b. Where is the cabling to be terminated? 
c. Is the main incoming communications line by the owner’s vendor 

not included in our cost? 
 ANSWER:  Low voltage, tele / data is by owner.  Conduit and boxes are 

on electrical drawings.  Telephone backboard shown in mechanical 
room. 
 

17. QUESTION:  Regarding the new main transformer location. 
a. Who is responsible to intercept and extend the existing conduit of 

the primary feed to the relocated transformer? If EC (not COMED) 
is responsible we need a detailed location of the power pole or 
splice box in the field. 

b. Who is responsible for relocating the transformer. EC or COMED? 
c. Please provide size and thickness of concrete pad for the 

transformer. 
 ANSWER:   

a. It seems that ComEd would be responsible for this relocation, 
since the primary conduit and transformer belongs to them.  I 
would think the EC would then be responsible for secondary 
conduit (reconnection to transformer). 

b. I do not think that ComEd would allow anyone else to relocate their 
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transformer. 
c. This should be provided on ComEd’s website or it will be provided 

directly from ComEd based on the transformer size. 
 

18. QUESTION:  Panel A and associated feeds are called out as existing on 
E1.00 and E3.00.  The location for this panel is in a new building.  Is this 
panel to be relocated from the existing building or is it new?   

 ANSWER:  This is an existing panel that was installed during the first 
phase of this project and was mounted on the exterior of the existing 
concessions building that is going to be torn down. This panel needs to 
be relocated to the interior of the new building once it is built. 
 

19. QUESTION:  Normally per Illinois Plumbing codes there is only one water 
service that comes into a building, it splits after it comes up out of the floor. 
One way it goes to fire protection and the other way it goes to the domestic 
water service. It is highly unusual to use a wall post indicator in the fashion 
shown in Detail 2 on FP0.00, especially if this is a combined water service. 
There is a shutoff valve in the 6” underground supply and the shut off valve 
for the fire sprinkler system will be the downstream valve of the backflow 
preventor.  Please confirm the control valve and wall post indicator shown 
in Detail 2 on FP0.00 can be eliminated. 

 ANSWER:  Intent is to provide a combined service into the building and 
split into fire protection and domestic water service after penetrating 
through floor. This is called out in keynotes on sheets P1.00 & FP1.00. 
Detail 1/P2.00 & Detail 2/FP0.00 have been removed as they do not 
depict accurate information for this project. Control valve and wall post 
indicator can be eliminated. New detail included for combined service 
include (New 2/FP0.00). 
 

20. QUESTION:  Please confirm the main drain can be a 2” size as per NFPA-
13 2019 edition, section 16.10.4.2 and Table 16.10.4.2 in lieu of the 2 ½” 
size shown. 

 ANSWER:  2” main drain is confirmed. Detail 2/FP0.00 has been 
replaced. 
 

21. QUESTION:  Please confirm the intent of the details in Detail 2/ FP0.00 is 
to provide a combination inspectors test and drain valve at the wet system 
riser. 

 ANSWER:  Detail 2/FP0.00 has been replaced. However, the intent is 
indeed that there is a test port for the riser.   
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22. QUESTION:   Dwg. ES.00 shows location of relocated existing utility 
transformer and to extend existing conduit.  By extending conduit are we to 
provide new underground conduit and cable from relocated utility 
transformer to building meter?  If so, where is the location of the building 
meter?  Distribution diagram on dwg. E3.00 does not indicate information 
on this.   

 ANSWER:  The transformer will be moved closer to the existing meter.  
The existing location of this meter is unknown and will need to be field 
verified.  The contractor will be responsible for reconnecting secondary 
conduits/conductors to the relocated transformer. 
 

23. QUESTION:  Dwg. ES.00 shows location of new 277V pole type P1 with a 
120V GFI receptacle.  Do we need to run a new 120V circuit and conduit 
from building panel C to pole light for the new GFI outlet? 

 ANSWER:  Yes. The circuit is called out next to the receptacle. 
 

24. QUESTION:  If there is a main low voltage run to the mechanical room, 
please provide the location of its termination 

 ANSWER:  This location is now shown on the power plan. 
 

 
Sincerely, 

 
 
TRIA ARCHITECTURE, INC. 
Pei-San Ng, AIA, LEED AP 
Architect III 
 
PSN/ab 
 
 
Attachments: Spec Section 012091, Dated September 20, 2024, (7) Pages 
 Spec Section 284600, Dated September 20, 2024, (6) Pages 
 Drawing C1.01, Dated September 20, 2024, (1) Page 
 Drawing C1.02, Dated September 20, 2024, (1) Page 
 Drawing C1.03, Dated September 20, 2024, (1) Page 
 Drawing C1.04, Dated September 20, 2024, (1) Page 
 Drawing C2.00, Dated September 20, 2024, (1) Page 
 Drawing C3.00, Dated September 20, 2024, (1) Page 
 Drawing A4.00, Dated September 20, 2024, (1) Page 
 Drawing E1.00, Dated September 20, 2024, (1) Page 
 Drawing E4.00, Dated September 20, 2024, (1) Page 
 Drawing E5.00, Dated September 20, 2024, (1) Page 
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 Drawing P2.00, Dated September 20, 2024, (1) Page 
 Drawing FP0.00, Dated September 20, 2024, (1) Page 
 Drawing ASK-01, Dated September 20, 2024, (1) Page 
 Drawing SSK-01, Dated September 20, 2024, (1) Page 
 
cc: Bryan Ackerlund, Village of Hoffman Estates 
 Dan O’Malley, Village of Hoffman Estates 
 Ronald McGrath, TRIA Architecture 
 
File Name: 24002AD1-092024.doc 
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PRAIRI
E STON

E PARK
WAY

A STORM SEWER TAG 7

BOP = 849.53

PROP. 6" WATER SERVICE

TOP = 848.03

VERT SEP = 1.50' MIN.

LOWERING REQ'D

STORM SEWER SHALL BE WATER

MAIN QUALITY PIPE

B STORM SEWER TAG 15

BOP = 849.86

PROP. 6" WATER SERVICE

TOP = 848.36

VERT SEP = 1.50' MIN.

LOWERING REQ'D

STORM SEWER SHALL BE WATER

MAIN QUALITY PIPE

C STORM SEWER TAG 14

BOP = 852.94

SANITARY SEWER TAG 4

TOP = 847.26

VERT SEP = 5.68'

D STORM SEWER TAG 16

BOP = 851.04

SANITARY SEWER TAG 8

TOP = 848.78

VERT SEP = 2.26'

E STORM SEWER TAG 16

BOP = 850.10

PROP. 6" WATER SERVICE

TOP = 847.27

VERT SEP = 2.83'

F STORM SEWER TAG 14

BOP = 850.58

PROP. 6" WATER SERVICE

TOP = 845.78

VERT SEP = 4.80'

G PROP. 6" WATER SERVICE

BOP = 848.12

EXIST. SANITARY SEWER

TOP = 834.08

VERT SEP = 14.04'

H EXIST. STORM SEWER

BOP = 850.42

PROP. 6" WATER SERVICE

TOP = 848.92

VERT SEP = 1.50' MIN.

S-1 EX. SAN SWR MH, 4' DIA.

RIM = 855.28

INV = 832.93 NE/SW 15" DIP

INV = 833.53 S 6" PVC

S-2 EX. SAN SWR, 15" DIP

@ 0.28%

S-3 EX. SAN SWR DROP MH, 4' DIA.

RIM = 857.61

INV = 833.61 NE/W 15" DIP

INV = 835.96 NE 6" DIP

INV = 845.31 NE 6" DIP

S-4 EX. SAN SWR, 8" PVC

CONTRACTOR TO VERIFY DIAMETER

AND PIPE MATERIAL

@ 0.47%

S-5 SAN SWR MH, 4' DIA.

RIM = 854.65

INV = 846.61 SW 8"

INV = 846.71 NE 6"

CONTRACTOR TO VERIFY EXIST. PIPE

INVERT AND CONTACT ENGINEER

IF THERE IS A DISCREPANCY

S-6 99 LIN FT SAN SWR, 6" PVC (SDR 26)

@ 1.04%

S-7 SAN SWR MH, 4' DIA.

RIM = 855.15

INV = 847.74 SW 6"

INV = 847.84 NW 6"

S-8 61 LIN FT SAN SWR, 6" PVC (SDR 26)

@ 1.04%

S-9 SAN SWR MH, 4' DIA.

RIM = 855.00

INV = 848.47 SE 6"

INV = 848.57 SW 4"

S-10 11 LIN FT SAN SWR, 4" PVC (C900)

@ 2.08%

S-11 GREASE TRAP (1,000 GAL.)

SEE BUILDING PLUMBING PLAN FOR DETAILS

RIM(S) = 855.26 SW, 855.21 NE

INV = 848.97 (INLET)

INV = 848.80 (OUTLET)

S-12 7 LIN FT SAN SWR, 4" PVC (C900)

@ 2.08%

INV @ BLDG = 849.12

(VERFIY W/ ARCH)

S-13 TWO-WAY CLEAN OUT (SEE DETAIL)

RIM = 855.35

INV = +/- 849.05

S-14 8 LIN FT SAN SWR, 4" PVC (SDR 26)

@ 2.08%

INV @ S-8 = 848.19

INV @ BLDG = 848.36

(VERFIY W/ ARCH)

I STORM SEWER TAG 16

BOP = 849.93

PROP. 1.5" WATER SERVICE

TOP = 846.68

VERT SEP = 3.25'

J STORM SEWER TAG 14

BOP = 850.00

PROP. 1.5" WATER SERVICE

TOP = 845.20

VERT SEP = 4.80'
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EXTERIOR ELEVATION GENERAL NOTES
1. PROVIDE VERTICAL CONTROL JOINTS (C.J.) AT BRICK VENEER, TYPICAL -

24" FROM ONE SIDE OF ANY CORNER (MINIMUM) AND 25'-0" ON CENTER 
(MAXIMUM) - REFER TO DETAIL 1/A6.00.

LOUVER NOTES
1. LOCATIONS OF EXTERIOR LOUVERS 

ARE SHOWN FOR REFERENCE ONLY.
2. PROVIDE LINTEL AT ALL OPENINGS -

REFER TO STRUCTURAL DRAWINGS.

LEGEND

FACE BRICK

PREFINISHED CORRUGATED 
METAL SIDING SYSTEM

CAST STONE BAND

EXTERIOR ELEVATION 
REFERENCED NOTES
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3/16" = 1'-0"2 NORTH ELEVATION

3/16" = 1'-0"5 EAST ELEVATION

3/16" = 1'-0"1 WEST ELEVATION

3/16" = 1'-0"6 SOUTH ELEVATION

1 CONCRETE FOUNDATION SYSTEM - REFER TO STRUCTURAL DRAWINGS
2 LINE OF CONCRETE WALK
3 4" FACE BRICK VENEER
4 PREFINISHED CORRUGATED METAL PANEL SIDING SYSTEM.
5 HOLLOW METAL DOOR AND FRAME - PAINT
6 COW'S TONGUE PIPE DISCHARGE - REFER TO PLUMBING DRAWINGS
7 EXTERIOR LIGHT FIXTURE - REFER TO ELECTRICAL DRAWINGS
8 ALUMINUM SCREEN AND TRELLIS - REFER TO SHEET AS2.00
9 PREFABRICATED METAL CANOPY SYSTEM WITH STRUCTURAL

SUPPORT ROD, INTEGRAL REAR GUTTER AND RECESSED LIGHTING
10 CAST STONE ACCENT BAND
11 MOTOR OPERATED ROLLING COUNTER DOOR
12 TV SCREEN - SUPPLIED BY OWNER AND INSTALLED BY GC
13 PREFINISHED METAL COPING
14 ROOF LADDER - REFER TO SPECIFICATIONS AND ROOFING DRAWINGS
15 BATHROOM SIGN - REFER TO SHEET A2.00.
16 PREFINISHED METAL DOWNSPOUT - REFER TO PLUMBING DRAWINGS
17 30'X4' BOX WALL SIGN LED ILLUMINATED - ARTWORK FILE TO BE

PROVIDED BY ARCHITECT.  SIGNAGE TO BE PROVIDED BY ALLOWANCE.
18 ONE COLOR PAINTED WALL GRAPHIC - ARTWORK FILE TO BE PROVIDED

BY ARCHITECT
19 STAINLESS STEEL COUNTER - REFER TO FOOD SERVICE DRAWINGS.
20 HOSE BIBB - REFER TO PLUMBING DRAWINGS.
21 PREFINISHED ALUMINUM TRELLIS AND SCREEN - REFER TO SHEET

AS2.00.
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PROVIDE (1) 4" AND (1) 
2" RIGID EMPTY 
CONDUIT FOR 
TELECOM SERVICE

3/16" = 1'-0"E1.00

1 ELECTRICAL POWER PLAN

POWER SHEET NOTES

1 ALL WORK MUST COMPLY WITH NEC, NFPA, LIFE SAFETY AND LOCAL APPLICABLE
CODES.

2 ALL CONDUIT SHALL BE 1/2" EMT MINIMUM.

3 ALL WIRE SHALL BE MINIMUM OF #12 THHN COPPER.

4 SEE ARCHITECTURAL DRAWINGS/ELEVATIONS FOR EXACT LOCATIONS OF ALL
RECEPTACLES AND DEVICES.

5 ALL BRANCH CIRCUIT CONDUCTOS FROM THE PANELBOARD TO THE FIRST
OUTLET SHALL BE INCREASED TO THE NEXT LARGER SIZE WHERE THE LENGTH OF
THE HOME RUN EXCEEDS 100'-0" ON 120V AND 208V CIRCUITS.

6 WHERE CONNECTED TO A 20A BRANCH CIRCUIT SUPPLYING AN INDIVIDUAL
RECEPTACLE (SIMPLEX OR DUPLEX), THE RECEPTACLE SHALL BE RATED AT 20A.

7 PROVIDE HOUSEKEEPING PADS FOR ALL FLOOR MOUNTED AND GRADE MOUNTED
ELECTRICAL EQUIPMENT. MINIMUM REQUIREMENTS: 4" HIGH, 4% AIR ENTRAINED,
POLYFIBER REINFORCED CONCRETE, 4" WIDER AND 4" LONGER THAN EQUIPMENT
TO BE PLACED ON IT. REFER TO ELECTRICAL DETAIL DRAWINGS FOR
TRANSFORMER, GENERATOR OR SWITCHGEAR PADS THAT MAY EXCEED THESE
REQUIREMENTS.

8 REFER TO SECTION 26 0519 FOR MINIMUM CONDUCTOR SIZE ADJUSTMENTS FOR
VOLTAGE DROP.

9 CIRCUIT NUMBERS AT DEVICES CORRESPOND TO PANELBOARD BREAKERS (SEE
PANELBOARD SCHEDULE).  BRANCH CIRCUITS SHALL BE SIZED ACCORDING TO
THE CIRCUIT BREAKER RATING, UNLESS INDICATED OTHERWISE ON THE
ELECTRICAL EQUIPMENT SCHEDULE.

10 POWER AND DATA WALL OUTLEST/JUNCTION BOXES MUST BE PROPERLY ALIGNED
BETWEEN STUDS USING CADDY BRACKET OR APPROVED EQUAL WITH SPACING
FOR (3) 4X4 J-BOXES.

11 THE ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE TO COORDINATE ALL
MECHANICAL EQUIPMENT WITH THE MECHANICAL CONTRACTOR. REFER TO
MECHANICAL DRAWINGS FOR EXACT LOCATION AND ELECTRICAL REQUIREMENTS
OF ALL MECHANICAL EQUIPMENT.

12 LOW VOLTAGE DESIGN SHALL BE DESIGN BUILD BY LICENSED LOW VOLTAGE
CONTRACTOR. DEVICES, LOCATIONS AND QUANTITIES OF ENGINEERED
DRAWINGS ARE ANTICIPATED AND ARE FOR REFERENCE ONLY. ELECTRICAL
CONTRACTOR IS RESPONSIBLE FOR PROVIDING EMPTY CONDUIT WITH PULL
STRING. COORDINATE FINAL LAYOUT WITH LOW VOLTAGE CONTRACTOR PRIOR TO
COMMENCING WORK.

13 FIRE ALARM DESIGN SHALL BE BY LICENSED FIRE ALARM CONTRACTOR. DEVICES,
LOCATIONS AND QUANTITIES ON ENGINEERED DRAWINGS ARE ANTICIPATED AND
ARE FOR REFERENCE ONLY. ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR
PROVIDING EMPTY CONDUIT WITH PULL STRING. COORDINATE FINAL LAYOUT WITH
FIRE ALARM CONTRACTOR PRIOR TO COMMENCING WORK.

14 ELECTRICAL CONTRACTOR SHALL COORDINATE WITH FIRE PROTECTION
CONTRACTOR FOR FINAL DEVICE LOCATIONS. TOTALS AND LOCATIONS OF
TAMPER SWTICHES, SUPERVISORY SWITCHES AND FLOW SWITCHES.
INTEGREATION WITH HVAC AND OTHER REQUIRED DEVICES AND CONTROLS FOR
COMPLETE AND OPERABLE FIRE ALARM SYSTEM. FIRE AARM DRAWINGS SHALL BE
A SEPARATE PACKAGE FULLY DESIGNED BY LICENSED FIRE ALARM CONTRACTOR
FOR SUBMITTAL TO AHJ.
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MCC EQUIPMENT CONNECTION SCHEDULE

TAG DESCRIPTION ROOM

Load

MCA

Load

VOLT PHASE Panel

Circuit

Number CONDUIT & WIRE SIZE MOCP

DISC.

PROVIDED

BY RemarksHP W

2 WALK-IN BEER COOLER LIGHTS 5.0 A 600 W 120 V 1 B 1 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

3 GLYCOL POWER PACKS 14.5 A 3016 W 208 V 1 B 3,5 3#12CU, 1#12CU GND IN 3/4"C 20.0 A EC NEMA 6-20P

3.1 GLYCOL POWER PACKS 9.5 A 1976 W 208 V 1 B 7,9 3#12CU, 1#12CU GND IN 3/4"C 20.0 A EC NEMA 6-20P

5.1 BEER COOLER EVAPORATOR 2.4 A 288 W 120 V 1 B 11 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

5.2 WALK-IN BEER COOLER CONDENSING
UNIT

18.3 A 208 V 3 B 13,15 25.0 A EC J-BOX

6 WALK-IN COOLER LIGHTS & HEATER 15.0 A 1800 W 120 V 1 B 17 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

6 WALK-IN FREEZER LIGHTS & HEATER 15.0 A 1800 W 120 V 1 B 19 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

8.1 WALK-IN COOLER EVAPORATOR 2.4 A 288 W 120 V 1 B 21 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

8.2 WALK-IN COOLER CONDENSING UNIT 11.4 A 208 V 1 B 23,25 20.0 A EC J-BOX

10.1 WALK-IN FREEZER EVAPORATOR 2.4 A 288 W 120 V 1 B 27 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

10.2 WALK-IN FREEZER CONDENSING UNIT 17.0 A 208 V 1 B 29,31 20.0 A EC J-BOX

12 ELECTRIC SMOKER 57.0 A 11856
W

208 V 1 B 33,35 3#6CU, 1#10CU GND IN 3/4"C 60.0 A EC J-BOX

13 3 DOOR REFRIGERATOR UC 15.0 A 1800 W 120 V 1 B 41 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

13 GLASS DOOR MERCHANDISER 15.0 A 1800 W 120 V 1 B 39 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

13 GLASS DOOR MERCHANDISER 15.0 A 1800 W 120 V 1 B 37 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

14 ICE MAKER 20.0 A 4160 W 208 V 1 B 43,45 3#12CU, 1#12CU GND IN 3/4"C 30.0 A EC J-BOX

15 1 DOOR REFRIGERATOR 10.0 A 1200 W 120 V 1 B 47 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

15 1 DOOR REFRIGERATOR 10.0 A 1200 W 120 V 1 B 49 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

15 1 DOOR REFRIGERATOR 10.0 A 1200 W 120 V 1 B 51 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

15 1 DOOR REFRIGERATOR 10.0 A 1200 W 120 V 1 B 53 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

16 HOT FOOD WELLS 19.0 A 4000 W 120 V 1 B 55 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

16 HOT FOOD WELLS 19.0 A 4000 W 120 V 1 B 57 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

18 HEATED CABINETS (MOBILE) 11.3 A 1356 W 120 V 1 B 59 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

18 HEATED CABINETS (MOBILE) 11.3 A 1356 W 120 V 1 B 61 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

19 WORKTOP REFRIGERATOR 10.0 A 1200 W 120 V 1 B 63 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

19 WORKTOP REFRIGERATOR 10.0 A 1200 W 120 V 1 B 65 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

21 SALAD TOP REFRIGERATOR 15.0 A 1800 W 120 V 1 B 67 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

21 SALAD TOP REFRIGERATOR 15.0 A 1800 W 120 V 1 B 69 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

22 HEATED DRAWERS 3.8 A 450 W 120 V 1 B 71 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

22 HEATED DRAWERS 3.8 A 450 W 120 V 1 B 73 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

22 HEATED DRAWERS 3.8 A 450 W 120 V 1 B 75 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

22 HEATED DRAWERS 3.8 A 450 W 120 V 1 B 77 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

24 EXHAUST HOOD 15.0 A 1800 W 120 V 1 B 79 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

25 FIRE SUPPRESSION 15.0 A 1800 W 120 V 1 B 81 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

26 FRYER 15.0 A 1800 W 120 V 1 B 83 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

26 FRYER 15.0 A 1800 W 120 V 1 B 2 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

26 FRYER 15.0 A 1800 W 120 V 1 B 4 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

26 FRYER 15.0 A 1800 W 120 V 1 B 6 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

27 DUMP STATION 6.3 A 756 W 120 V 1 B 8 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

29 GRIDDLE 15.0 A 1800 W 120 V 1 B 10 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

32 4 BURNER RANGE W/OVEN BASE 15.0 A 1800 W 120 V 1 B 12 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

33 COMBI-OVEN 15.0 A 1800 W 120 V 1 B 14 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

34 DOUBLE HEATED DRAWERS 7.4 A 900 W 120 V 1 B 20 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

34 DOUBLE HEATED DRAWERS 7.4 A 900 W 120 V 1 B 18 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

34 DOUBLE HEATED DRAWERS 7.4 A 900 W 120 V 1 B 16 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

35 3 DOOR COOLER 10.0 A 1200 W 120 V 1 B 22 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

35 3 DOOR COOLER 10.0 A 1200 W 120 V 1 B 24 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

36 CHURRO WARMERS 10.0 A 1200 W 120 V 1 B 26 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

36 CHURRO WARMERS 10.0 A 1200 W 120 V 1 B 28 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

40 DISHMACHINE 46.0 A 16572
W

208 V 3 B 30,32,34 3#8CU, 1#10CU GND IN 3/4"C 50.0 A EC J-BOX

47 S/S WITH PASS THRU LEDGE 15.0 A 1800 W 120 V 1 B 36 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

47 S/S WITH PASS THRU LEDGE 15.0 A 1800 W 120 V 1 B 38 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

47 S/S WITH PASS THRU LEDGE 15.0 A 1800 W 120 V 1 B 40 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

48 HEAT LAMP 15.0 A 1800 W 120 V 1 B 42 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

48 HEAT LAMP 15.0 A 1800 W 120 V 1 B 44 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

48 HEAT LAMP 15.0 A 1800 W 120 V 1 B 46 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

48 HEAT LAMP 15.0 A 1800 W 120 V 1 B 48 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC J-BOX

49 4 DOOR PASS THRU UC COOLER 4.2 A 504 W 120 V 1 B 52 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

49 4 DOOR PASS THRU UC COOLER 4.2 A 504 W 120 V 1 B 50 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

51 MONITOR 5.0 A 600 W 120 V 1 B 54 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

51 MONITOR 5.0 A 600 W 120 V 1 B 54 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 56 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 58 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 60 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 62 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 64 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 66 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 68 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 70 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 72 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 74 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 76 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 B 78 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 7 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 5 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 3 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 1 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 9 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 11 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 2 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 4 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 6 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 8 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 10 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

53 POS 5.0 A 600 W 120 V 1 C 12 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

54 3 DOOR REFRIGERATOR UC 9.0 A 900 W 120 V 1 C 13 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC

54 3 DOOR REFRIGERATOR UC 9.0 A 900 W 120 V 1 C 15 2#12CU, 1#12CU GND IN 3/4"C 20.0 A EC
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Motor = LARGEST MOTOR
MN = MOTOR (NON-SEASONAL)
L = LIGHTING (CONTINUOUS)
R = RECEPTACLE
C = CONTINUOUS
PN = POWER NON-SEASONAL (NON-CONTINUOUS)
VT = VERTICAL TRANSPORTATION

Notes:

Kitchen 5736 VA 100.00% 5736 VA

LITES 5596 VA 125.00% 6995 VA

R 24560 VA 70.36% 17280 VA

KT 1800 VA 65.00% 1170 VA Total Est. Demand: 167.5 A

L 3480 VA 125.00% 4350 VA Total Conn.: 241.5 A

KTCH 109720 VA 65.00% 71318 VA Total Est. Demand: 139285 VA

Other 49850 VA 65.00% 32403 VA Total Conn. Load: 200775 VA

Lighting 33 VA 100.00% 33 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Total Amps: 243.4 A 253.2 A 231.4 A

Total Load: 66967 VA 69706 VA 64103 VA

41 57722... 42

39 58437... 40

37 55435...

3 225.0 A
Other;
KT...

3-#300, 1-#300, 1-#4 T1

38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 TIMECLOCK 1-#12, 1-#12, 1-#12 L 20.0 A 1 600 VA 20

17 400 VA 18

15 400 VA 1912 VA 16

13

EF-1 3-#12, 1-#12, 1-#12 Other 20.0 A 3

400 VA 1912 VA 14

11 LITES 1-#12, 1-#12, 1-#12 LITES 20.0 A 1 11 VA 1912 VA

3 20.0 A
Kitche

n
3-#12, 1-#12, 1-#12 KEF-1

12

9 LITES 1-#12, 1-#12, 1-#12 LITES 20.0 A 1 507 VA 3325 VA 10

7 LITES 1-#12, 1-#12, 1-#12 LITES 20.0 A 1 420 VA 3325 VA 8

5 LITES 1-#12, 1-#12, 1-#12 LITES 20.0 A 1 733 VA 3325 VA

3 20.0 A Other 3-#12, 1-#12, 1-#12 MUA-1

6

3 LITES 1-#12, 1-#12, 1-#12 LIT... 20.0 A 1 325 VA 4800 VA 1 20.0 A Other 1-#12, 1-#12, 1-#12 EUH-2 4

1 EXISTING BOLLARDS 1-#12, 1-#12, 1-#12 Oth... 20.0 A 1 75 VA 4800 VA 1 20.0 A Other 1-#12, 1-#12, 1-#12 EUH-1 2

CCT Circuit Description
Wire Size Load

Type Rating Poles A B C A B C Poles Rating
Load
Type

Wire Size
Circuit Description CCT

Notes:

GFP:

Enclosure: NEMA 3R Ground Bus: Bus Rating: 200 AMPS

Mounting: SURFACE Wires: 4 Mains Rating: 200.0 A

Supply From: Phases: 3 Mains Type: MAIN CB

Location: MECH. ROOM 101 Volts: 480Y/277 A.I.C. Rating: 14,000 AMPS SYMMETRICAL

Branch Panel: EX PANEL 'A'

Motor = LARGEST MOTOR
MN = MOTOR (NON-SEASONAL)
L = LIGHTING (CONTINUOUS)
R = RECEPTACLE
C = CONTINUOUS
PN = POWER NON-SEASONAL (NON-CONTINUOUS)
VT = VERTICAL TRANSPORTATION

Notes:

LITES 3600 VA 125.00% 4500 VA

R 24560 VA 70.36% 17280 VA Total Est. Demand: 324.0 A

KT 1800 VA 65.00% 1170 VA Total Conn.: 476.3 A

L 2880 VA 125.00% 3600 VA Total Est. Demand: 116739 VA

KTCH 109720 VA 65.00% 71318 VA Total Conn. Load: 171593 VA

Other 29033 VA 65.00% 18871 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Tot... 462.0 A 489.9 A 483.9 A

Tot... 55435 VA 58437 VA 57722 VA

83 FRYER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 15564 VA 84

81 FIRE SUPRESSION 1-#12, 1-#12, 1-#12 Ot... 20.0 A 1 1800 VA 14276 VA 82

79 EXHAUST HOOD 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 14220 VA

3 20.0 A
Othe
r;...

3-#12, 1-#12, 1-#12 PANEL 'C'

80

77 HEATED DRAWER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 450 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 78

75 HEATED DRAWER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 450 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 76

73 HEATED DRAWER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 450 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 74

71 HEATED DRAWER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 450 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 72

69 SALAD TOP REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 70

67 SALAD TOP REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 68

65 WORKTOP REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1200 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 66

63 WORKTOP REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1200 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 64

61 HEATED CABINET 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1356 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 62

59 HEATED CABINET 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1356 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 60

57 HOT FOOD WELL 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 4000 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 58

55 HOT FOOD WELL 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 4000 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 56

53 1 DOOR REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1200 VA 1200 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 MONITOR 54

51 1 DOOR REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1200 VA 504 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 PASS THRU UC... 52

49 1 DOOR REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1200 VA 504 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 PASS THRU UC... 50

47 1 DOOR REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1200 VA 1800 VA 1 20.0 A KT 1-#12, 1-#12, 1-#12 HEAT LAMP 48

45 2080 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 HEAT LAMP 46

43
ICE MAKER 2-#12, 1-#12, 1-#12 KT... 20.0 A 2

2080 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 HEAT LAMP 44

41 3 DOOR UC REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 HEAT LAMP 42

39 GLASS DOOR... 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 S/S WITH PASS... 40

37 GLASS DOOR... 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 1800 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 S/S WITH PASS... 38

35 5928 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 S/S WITH PASS... 36

33
ELECTRIC SMOKER 2-#4, 1-#4, 1-#10 KT... 60.0 A 2

5928 VA 5524 VA 34

31 1768 VA 5524 VA 32

29
FREEZER... 2-#12, 1-#12, 1-#12 Ot... 20.0 A 2

1768 VA 5524 VA

3 20.0 A
KTC

H
3-#12, 1-#12, 1-#12 DISH MACHINE

30

27 FREEZER EVAP 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 288 VA 1200 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 CHURRO WARMER 28

25 1186 VA 1200 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 CHURRO WARMER 26

23
COOLER... 2-#12, 1-#12, 1-#12 Ot... 20.0 A 2

1186 VA 1200 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 3 DOOR COOLER 24

21 COOLER EVAP 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 288 VA 1200 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 3 DOOR COOLER 22

19 FREEZER... 1-#12, 1-#12, 1-#12 LIT... 20.0 A 1 1800 VA 900 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 DOUBLE HEATED... 20

17 COOLER LTS&HTR 1-#12, 1-#12, 1-#12 LIT... 20.0 A 1 1800 VA 900 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 DOUBLE HEATED... 18

15 1903 VA 900 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 DOUBLE HEATED... 16

13
BEER COOLER... 2-#12, 1-#12, 1-#12 Ot... 20.0 A 2

1903 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 COMBI-OVEN 14

11 BEER COOLER... 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 288 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 4 BURNER RNAGE 12

9 988 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 GRIDDLE 10

7
GLYCOL POWER... 2-#12, 1-#12, 1-#12 KT... 20.0 A 2

988 VA 756 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 DUMP STATION 8

5 1508 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 FRYER 6

3
GLYCOL POWER... 2-#12, 1-#12, 1-#12 KT... 20.0 A 2

1508 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 FRYER 4

1 BEER CLR LTS 1-#12, 1-#12, 1-#12 Ot... 20.0 A 1 600 VA 1800 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 FRYER 2

CC
T Circuit Description

Wire Size Loa
d...

Ratin
g

Pole
s

A B C A B C Pole
s

Ratin
g

Loa
d...

Wire Size
Circuit Description

CC
T

Notes:

Enclosure: NEMA1 Ground Bus: GFP:

Mounting: SURFACE Wires: 4 Bus Rating: 400 AMPS

Supply From: T1 Phases: 3 Mains Type: MLO

Location: MECH. ROOM 101 Volts: 208Y/120 A.I.C. Rating: 10,000 AMPS SYMMETRICAL

Branch Panel: B

Motor = LARGEST MOTOR
MN = MOTOR (NON-SEASONAL)
L = LIGHTING (CONTINUOUS)
R = RECEPTACLE
C = CONTINUOUS
PN = POWER NON-SEASONAL (NON-CONTINUOUS)
VT = VERTICAL TRANSPORTATION

Notes:

Total Est. Demand: 91.4 A

R 16160 VA 80.94% 13080 VA Total Conn.: 122.3 A

L 2880 VA 125.00% 3600 VA Total Est. Demand: 32943 VA

KTCH 8100 VA 65.00% 5265 VA Total Conn. Load: 44060 VA

Other 16920 VA 65.00% 10998 VA

Load Classification Connected Load Demand Factor Estimated Demand Panel Totals

Tot... 118.5 A 119.0 A 129.8 A

Tot... 14220 VA 14276 VA 15564 VA

63 64

61 62

59 60

57 58

55 56

53 RECEPTS - WIFI 1-#12, 1-#12, 1-#12 R 20.0 A 1 360 VA 54

51 RECEPTS - WIFI 1-#12, 1-#12, 1-#12 R 20.0 A 1 540 VA 52

49 SHUTTER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 700 VA 180 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - LIGHT... 50

47 SHUTTER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 700 VA 700 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 SHUTTER 48

45 SHUTTER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 700 VA 700 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 SHUTTER 46

43 SHUTTER 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 700 VA 700 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 SHUTTER 44

41 DATA RACK 1-#12, 1-#12, 1-#12 R 20.0 A 1 360 VA 700 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 SHUTTER 42

39 DATA RACK 1-#12, 1-#12, 1-#12 R 20.0 A 1 360 VA 700 VA 1 20.0 A KT... 1-#12, 1-#12, 1-#12 SHUTTER 40

37 OUTDOOR TV 1-#12, 1-#12, 1-#12 R 20.0 A 1 400 VA 720 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPTS - CONV 38

35 OUTDOOR TV 1-#12, 1-#12, 1-#12 R 20.0 A 1 400 VA 400 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - WINDOW 36

33 OUTDOOR TV 1-#12, 1-#12, 1-#12 R 20.0 A 1 400 VA 400 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - WINDOW 34

31 OUTDOOR TV 1-#12, 1-#12, 1-#12 R 20.0 A 1 400 VA 400 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - WINDOW 32

29 F-2 1-#12, 1-#12, 1-#12 Ot... 20.0 A 1 1656 VA 400 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - WINDOW 30

27 F-1 1-#12, 1-#12, 1-#12 Ot... 20.0 A 1 1656 VA 1440 VA 1 20.0 A L 1-#12, 1-#12, 1-#12 SIGNAGE 28

25 TTB 1-#12, 1-#12, 1-#12 R 20.0 A 1 720 VA 1440 VA 1 20.0 A L 1-#12, 1-#12, 1-#12 SIGNAGE 26

23 3120 VA 528 VA 1 20.0 A Ot... 1-#12, 1-#12, 1-#12 RCP-1 24

21
HP-2 2-#12, 1-#12, 1-#12 Ot... 20.0 A 2

3120 VA 600 VA 1 20.0 A Ot... 1-#12, 1-#12, 1-#12 WH-1 22

19 3120 VA 900 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPTS - CONV 20

17
HP-1 2-#12, 1-#12, 1-#12 Ot... 20.0 A 2

3120 VA 720 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT -... 18

15 3 DOOR UC REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 900 VA 360 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - PANEL 16

13 3 DOOR UC REF 1-#12, 1-#12, 1-#12 KT... 20.0 A 1 900 VA 540 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 RECEPT - ROOF 14

11 POS 1-#12, 1-#12, 1-#12 R 20.0 A 1 600 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 12

9 POS 1-#12, 1-#12, 1-#12 R 20.0 A 1 600 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 10

7 POS 1-#12, 1-#12, 1-#12 R 20.0 A 1 600 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 8

5 POS 1-#12, 1-#12, 1-#12 R 20.0 A 1 600 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 6

3 POS 1-#12, 1-#12, 1-#12 R 20.0 A 1 600 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 4

1 POS 1-#12, 1-#12, 1-#12 R 20.0 A 1 600 VA 600 VA 1 20.0 A R 1-#12, 1-#12, 1-#12 POS 2

CC
T Circuit Description

Wire Size Loa
d...

Ratin
g

Pole
s

A B C A B C Pole
s

Ratin
g

Loa
d...

Wire Size
Circuit Description

CC
T

Notes:

Enclosure: NEMA1 Ground Bus: GFP:

Mounting: SURFACE Wires: 4 Bus Rating: 225 AMPS

Supply From: B Phases: 3 Mains Type: MLO

Location: MECH. ROOM 101 Volts: 208Y/120 A.I.C. Rating: 10,000 AMPS SYMMETRICAL

Branch Panel: C
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BOTTOM OF EXIT SIGN TO BE 4" 
ABOVE TOP OF DOOR FRAME

EXIT

18
" 

O
.C

.

A/C SUPPLY 
DIFFUSER

A
U

D
IB

LE
 8

0"
 M

IN

90
" 

M
A

X
 A

B
O

V
E

 F
IN

IS
H

E
D

 F
LO

O
R

 

 

48
" 

O
.C

.

5" O.C.

90
" 

M
IN

10
2"

 M
A

X
 A

B
O

V
E

 F
IN

IS
H

E
D

 F
LO

O
R

EXIT-CEILING MOUNTED

EXIT-FIXTURE END 
MOUNTED

NFPA 72 AUDIBLE APPLIANCE 6" MIN 
BELOW FINISHED CEILING

EMERGENCY BATTERY FIXTURE

CEILING HEIGHTS LESS THEN 86" VISUAL LENS MOUNTING 
HEIGHT WILL BE WITHIN 6" OF THE CEILING

CEILING
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CEILING MOUNTED SMOKE/HEAT 
DETECTOR

36" MIN

4" OFFSET

VISUAL MOUNTING APPLIANCE MOUNTING HEIGHT IN SLEEPING ROOMS:

1. MINIMUM DISTANCE IN SLEEPING ROOMS IS 24" FROM CEILING TO THE TOP OF LENS FOR 110cd STROBES WITHIN 16' OF PILLOW

2. 177cd STROBES, USED IN SLEEPING ROOMS, CAN BE WITHIN THE 24" MINIMUM DISTANCE FROM THE CEILING, THE HIGHER 
INTENSITY IS TO COMPENSATE FOR A POSSIBLE SMOKE LAYER
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UNISTRUT

ON

OFF

GFI RATED RECEPTACLE 
IN A WEATHERPROOF 
ENCLOSURE

UNISTRUT

CONDUIT ROUTING TO NOT 
BE WITHIN MECHANICAL 
DUCTWORK

18"

64"

DISCONNECT OR 
CONTROLLER

GENERAL NOTES

1. CATEGORY 5e CABLE APPROXIMATELY SIZED AT .22" O.D. 
CATEGORY 6 APPROXIMATELY SIZED AT 0.24"/0.26" O.D. 
VERIFY WITH APPROVED MANUFACTURER PRODUCT.

2. CABLE TABLE 5.9 FROM 2000 BICSI TDMM, 10TH EDITION 
MANUAL, CH.5 HORIZONTAL CABLING SYSTEM. 
INCORPORATES GUIDLINES FROM ANSI/TIA/EIA - 569-B.

TRADE 
SIZE 

CABLE OUTSIDE DIAMETER
cm (in.)

3/4

1

1-1/4

1-1/2

2

2-1/2

3

3-1/2

4

0.33
(0.13)

0.46
(0.18)

0.56
(0.22)

0.61
(0.24)

0.74
(0.29)

0.79
(0.31)

0.94
(0.37)

1.35
(0.53)

1.58
(0.62)

1.78
(0.70)

6 5 4 3 2 2 1 0 0 0

8 8 7 6 3 3 2 1 0 0

16 14 12 10 6 4 3 1 1 1

20 18 16 15 7 6 4 2 1 1

30 26 22 20 14 12 7 4 3 2

45 40 36 30 17 14 12 6 3 3

70 60 50 40 20 20 17 7 6 6

- - - - - - 22 12 7 6

- - - - - - 30 14 12 7

277V/120V, 1⌀, CIRCUIT A:19
H N

T
C

C

BUILDING LIGHTING (A:9)

SPARE

SPARE

ELECTRICALLY HELD 
LIGHTING CONTACTOR

24-HOUR TIMECLOCK

PC

PHOTO CELL 
LOCATED ON ROOF

C

EF-1 (A:15,17)

SPARE

ELECTRICALLY HELD 
LIGHTING CONTACTOR

MASTER OVERRIDE SWITCH. 
CONTROL AFTER HOURS WITH 

ADJUSTABLE 2-HOUR OVERRIDE. SPARE

SPARE

SPARE

SPARE

ROOF DECK

2" x 2" x 1/4" ANGLE IRON TO BE BOLTED TO BAR 
JOISTS. LENGTH AS REQUIRED FOR JOIST SPAN. 
TYPICAL OF TWO 3'-0" O.C.

1/2" THREADED ROD LENGTHS AS REQ.

2" x 2" x 1/4" ANGLE IRON TYPICAL OF TWO 
3'-0" LONG.

2" x 2" x 1/4" ANGLE IRON FOR CROSS BRACING. 
2'-0" LENGTH TYPICAL OF TWO (ONE AT EACH 
END).

TRANSFORMER

NOTE:

TRAPEZE MOUNTED TRANSFORMERS TO BE 
AS HIGH AS POSSIBLE.

DOUBLE NUT EACH END OF 1/2" THREADED 
ROD AT EACH ANGLE IRON 

SECURE TRANSFORMER TO ANGLE IRONS. 
PROVIDE ISOLATION PADS.

GENERAL NOTES

1. DETAIL SHOWN IS DIAGRAMMATIC ONLY. ALL 
TELECOMMUNICATIONS EQUIPMENT, CABLE AND 
TERMINATIONS SHALL BE BY OTHERS IN ACCORDANCE 
WITH THE APPROVED MANUFACTURER SHOP 
DRAWINGS. VERIFY WITH THE ARCHITECT PRIOR TO BID 
AND ROUGH-IN.

2. ALL PHONE/DATA OUTLETS SHALL BE BY THE 
ELECTRICAL CONTRACTOR IN ACCORDANCE WITH THE 
APPROVED MANUFACTURER SHOP DRAWINGS. VERIFY 
WITH THE ARCHITECT PRIOR TO BID AND ROUGH-IN.

3. ALL TELECOMMUNICATIONS EMPTY CONDUIT AND 
PULLSTRING SHALL BE BY THE ELECTRICAL 
CONTRACTOR. SEE CHART SHOWN ON DRAWING EX.XX 
FOR ADDITIONAL INFORMATION. COORDINATE 
TELECOMMUNICATIONS EMPTY CONDUIT ROUTING WITH 
THE ARCHITECT PRIOR TO BID AND ROUGH-IN.

4. INCLUDE ALL COSTS IN BASE BID PROPOSAL.

KEY NOTES

1 PROVIDE A 3/4"X4'X6' PLYWOOD BACK BOARD FOR PATCH 
PANELS. THE BACKBOARD SHALL BE INTERIOR A/B GRADE.

2 PROVIDE 4" CONDUITS. STUB DOWN 1'-0" BELOW THE 
FINISH CEILING.

3 QUAD RECEPTACLES.

4 2"W x 18"L x 1/4" THICK COPPER GROUND BUS ATTACHED 
TO PLYWOOD BACKBOARD.

5 PROVIDE CABLE HANGER EVERY 8" ON CENTER.

6 INSTALL UNISTRUT FOR COMMUNICATION BACKBOARD 
MOUNTING.

7 MAIN GROUND BUS IN ELECTRICAL ROOM.

8 INSULATED #8 AWG GREEN GROUND CONDUCTOR IN 1"C. 
CONNECT FROM TELECOMMUNICATION ROOM BUS TO 
BUILDING GROUND SYSTEM.

5

5

1

6

3

MAIN DATA FRAME 
(MDF)

TELEPHONE 
TERMINATION BOARD 

(TTB)

8

7 3

4

12

4"C FOR 
COMMUNICATIONS 
SERVICE

2"C FOR THE 
MAIN TELEPHONE 

SERVICE
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3 EQUIPMENT AND DEVICE MOUNTING DETAIL

NOT TO SCALEE5.00

2 ROOFTOP RECEPTACLE MOUNTING DETAIL

NOT TO SCALEE5.00

1 CABLE CONDUIT FILL CHART

NOT TO SCALEE5.00

5 LIGHTING CONTROL DIAGRAM

NOT TO SCALEE5.00

4 TRAPEZE MOUNTED TRANSFORMER DETAIL
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WATER 
HEATER

B

B

C

C

D

D
E
F

H
G

E

G

F

H

A

A

J

J

K

K

--

---

----

--

KEYNOTES:
MOUNT CIRCULATING PUMP, AQUASTAT, AND SHUTOFF VALVES 
BELOW CEILING IN ACCESSIBLE LOCATION.

HOT WATER CIRCULATING PUMP.
CHECK VALVE.  TYPICAL.

AQUASTAT TO START PUMP AS TEMPERATURE DROPS 
BELOW 100 °F (ADJUSTABLE).

SHUTOFF VALVE.  TYPICAL.

PIPE FULL SIZE TO FLOOR DRAIN OR MOP SINK.
DIELECTRIC UNION FOR DISSIMILAR METALS, TYPICAL.

FLOOR OR PLATFORM MOUNTED

WIRING FROM PUMP TO AQUASTAT BY PLUMBING 
CONTRACTOR.

THERMOMETER.

125 PSI TEMPERATURE/PRESSURE RELIEF VALVE.

L

L THERMAL EXPANSION TANK.

HALF GRATE

HOLD HORIZONTAL DRAIN,
VENT AND WATER PIPING
IN FOOD SERVICE MIN 6"
ABOVE FLOOR TO ALLOW
FLOOR CLEANING

2" AIR GAP FINISHED FLOOR, VERIFY 
FLOOR
COVERING THICKNESS
INTERNAL DOME
STRAINER

FLOW

RISERS TO 
GRADE

FLOW

ANCHOR

CLEAN-OUT TO GRADE AT 
INLET AT EACH UNIT

TWO-WAY CLEAN-
OUT TEE

TWO-WAY CLEAN-OUT
TEE

CLEAN-OUT TO GRADE AT 
INLET AT EACH UNIT

FCW

UNION
TYP.

FURNISHED WATER 
FILTER SYSTEM

COLD WATER 
SUPPLY

TO FILTERED WATER 
EQUIPMENT

CLAMP RING &
GRAVEL STOP ROOF

INSULATION

ROOF DRAIN
LEADER

DECK CLAMP

FLOOR DRAIN
FLOOR SLAB

PVC SLEEVE

TRAP PRIMER VALVE

TRAP SEAL PRIMER 
CONNECTOR

BRANCH WATER LINE
DOMESTIC WATER LINE

TRAP PRIMER

NOTES:
PROVIDE 12X12 ACCESS PANEL IN PLUMBING WALLS FOR SERVICING 
OF TRAP PRIMER VALVES.

TRAP SEAL PRIMER
DISTRIBUTION UNIT

DOMESTIC 
WATER LINE

TRAP PRIMER LINE TO 
FLOOR DRAIN

PROVIDE PLUG AT 
THIS
HUB IF PIPE DOES 
NOT
CARRY THRU

VARIES AS REQUIRED 
BY
PIPE INVERT

COVER PLATE

WATER
HEATER

HOUSEKEEPING PAD

DRAIN VALVE

ROUTE RELIEF TO FD
TERMINATE 4" AFF

SHUT-OFF VALVE

UNION

RELIEF VALVE

AQUASTAT

CHECK VALVE
CIRCULATING PUMP

EXPANSION TANK

BALANCING VALVE
(TYPICAL EACH BRANCH)

CIRCULATING HOT
WATER BRANCH

MACHINE SCREWS W/
EXPOSED ANCHORS BY
MECHANICAL 
CONTRACTOR

DOWNSPOUT NOZZLE 
BY MECHANICAL 
CONTRACTOR

1'-0" AFF

WRAP WITH FIBERGLASS
INSULATION BY
MECHANICAL CONTRACTOR

RAINWATER LEADER- SLOPE
1/4" PER FOOT BY
MECHANICAL CONTRACTOR

SPLASH BLOCK (IF 
REQUIRED)
BY GENERAL CONTRACTOR SEALANT ALL AROUND

NOT TO SCALEP2.00
4 FLOOR SINK

NOT TO SCALEP2.00
6 FOOD SERVICE WATER FILTER PIPING SCHEMATIC

NOT TO SCALEP2.00
7 HOT WATER CIRCULATING PUMP PIPING DETAIL

NOT TO SCALEP2.00
8

WATER HEATER PIPING
 DETAIL - SINGLE W/RECIRCULATION

 1/8" = 1'-0"P2.00
5 TRAP PRIMER DETAIL

 1/8" = 1'-0"P2.00
3 CLEAN OUT AND PLUGGED RISER

 1/8" = 1'-0"P2.00
9 GREASE INTERCEPTOR SIDE VIEW DETAIL

 1/8" = 1'-0"P2.00
2 ROOF DRAIN DETAIL

 1/8" = 1'-0"P2.00
1 RAINWATER LEADER NOZZLE OUTLET DETAIL
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WM
M

S

M

D

EXTERIOR WALL

CONCRETE FLOOR
LINE

MECH JOINT DUCTILE IRON PIPE

1.

2.

GENERAL NOTES:
INSTALLATION MUST COMPLY WITH 
NFPA STANDARDS
PROVIDE FOUR (4) 3/4" RODS WITH 
DOUBLE NUTS

PROVIDE CLEARANCE
AROUND PIPE PER
NFPA STANDARDS

WHEN THIS PIECE
EXCEEDS 12'-0", RODS
MAY BE RUN ONLY TO
THE FIRST JOINT

RETAINING
GLAND

POLY WRAP ALL MECH JOINTS TO KEEP 
CONC AWAY FROM FASTENING DEVICES

CONCRETE
THRUST
BLOCK

CONTINUATION INSIDE BUILDING.

INSTALL A 2 HOLE STANDARD,
8 HOLE FLANGE 12" AFF.
WITH FLANGE ISOLATION KIT

1'-
0"

NOTE:  ACCEPTABLE ALTERNATIVE TO MECHANICAL JOINTS AND FITTINGS FOR LEAD-IN PIPING
IS STAINLESS STEEL, SINGLE PIECE 90 DEGREE FITTING AS DESCRIBED IN SPECIFICATION.

(E)

1

 2"

 2"

 4"

 4"

KEYNOTE

CONTINUATION SYMBOL

NUMBER OF SHEET WHERE DETAIL APPEARS
NUMBER OF DETAIL ON SHEET

REVISION NUMBER - SHOWN ON PLANS

GENERAL MECHANICAL SYMBOLS

ROOM NAME AND NUMBER

POINT WHERE NEW CONNECTS TO EXISTING

EXISTING PIPE TAG

ITEM TO BE DEMOLISHED

AREA NOT IN CONTRACT

PIPING BEING DEMOLISHED

ABOVE GROUND PIPING

PIPE SIZE TAG (DIAMETER)

PIPE RISE
PIPE DROP

PIPE TEE REDUCING 45 
DEGREE TEE
45 DEGREE TEE

1

-
---

BELOW GROUND PIPING

PIPE INVERT ELEVATION TAG

PIPE SLOPE TAG

* NOTE *
ALL OF GENERAL NOTES ON THIS SHEET ARE TO BE APPLIED TO ALL OTHER DRAWINGS IN 
THIS SET.THE SYMBOLS AND ABBREVIATIONS SHOWN ON THIS SHEET MAY OR MAY NOT BE 

USED IN THIS SET OF DRAWINGS.

Not Enclosed

Room
1

INVERT: -105' - 1"

1/8" / 12" SLOPE

FIRE PROTECTION SYMBOLS

OBSTRUCTION FROM DUCTWORK 48" 
AND GREATER

FP-DOM-W

FP-W

FP-PA

FP-O

FP-D

FIRE PROTECTION OTHER

FIRE PROTECTION DRY

FIRE PROTECTION PRE-ACTION

FIRE PROTECTION WET

COMBINATION FIRE & DOMESTIC

48"x18" S/A

Ø ROUND
ABV ABOVE
AD AREA DRAIN
ADD ADDENDUM
AFF ABOVE FINISHED FLOOR
ALT ALTERNATE
AP ACCESS PANEL
ARCH ARCHITECT/ARCHITECTURAL
BFF BELOW FINISHED FLOOR
BLW BELOW
CAP CAPACITY
CB CATCH BASIN
CLG CEILING
CO CLEAN OUT
CW COLD WATER
D DEGREE
DIA DIAMETER
DN DOWN
EA EACH
ELEC ELECTRICAL
EQUIP EQUIPMENT
E/A EXHAUST AIR
F DEGREES FAHRENHEIT
FD FLOOR DRAIN
FDC FIRE DEPARTMENT CONNECTION
FL FLOOR
FO FUEL OIL
FOV FUEL OIL VENT
FOR FUEL OIL RETURN
FOS FUEL OIL SUPPLY
FPM FEET PER MINUTE
FT FOOT/FEET
GAL GALLON
GF GAS-FIRED
GC GENERAL CONTRACTOR
GPM GALLONS PER MINUTE
HB HOSE BIB
HP HORSE POWER
HTR HEATER
HYD HYDRANT
ID INDIRECT
IN INCH
INV INVERT
LB POUND

LVR LOUVER
MAX MAXIMUM
MD MOTORIZED DAMPER
MECH MECHANICAL
MFR MANUFACTURER
MIN MINIMUM
MISC MISCELLANEOUS
MTR MOTOR
NC NORMALLY CLOSED
NIC NOT IN CONTRACT
NO NUMBER
NO NORMALLY OPEN
NTS NOT TO SCALE
PD PRESSURE DROP
PIV POST INDICATOR VALVE
PRESS PRESSURE
PRV PRESSURE REDUCING VALVE
PSI POUNDS PER SQUARE INCH
PSIG POUNDS PER SQUARE INCH GAUGE
PWR POWER
REC RECESSED
RED REDUCER
RM ROOM
RPM REVOLUTIONS PER MINUTE
SF SQUARE FOOT
SAN SANITARY
SF SQUARE FOOT
SD SMOKE DAMPER
SM SURFACE MOUNT
SP STANDPIPE
SP STATIC PRESSURE
T THERMOSTAT
TD TEMPERATURE DROP
TEMP TEMPERATURE
TYP TYPICAL
UG UNDERGROUND
V VENT
VENT VENTILATION
W WASTE
WH WALL HYDRANT

ABBREVIATIONS

AC AIR CONDITIONING UNIT
ACCU AIR COOLING CONDENSING UNIT
AHU AIR HANDLING UNIT
AS AIR SEPARATOR
B BOILER
CH CHILLER
CT COOLING TOWER
CUH CABINET UNIT HEATER
CHWP CHILLED WATER PUMP
DBP DOMESTIC WATER BOOSTER PUMP
DC DUCT MOUNTED COIL
DCP DOMESTIC WATER CIRCULATING PUMP
EF EXHAUST FAN
EDC ELECTRIC DUCT COIL

ET EXPANSION TANK
EWH ELECTRIC WATER HEATER
FCU FAN COIL UNIT
FP FIRE PUMP
GI GREASE INTERCEPTOR
GRV GRAVITY ROOF VENTILATOR
HWP HEATING WATER PUMP
HRU HEAT RECOVERY UNIT
PRV POWER ROOF VENTILATOR
RE RETURN/EXHAUST FAN
RTU ROOFTOP UNIT
SP SUMP PUMP
UH UNIT HEATER
WH WATER HEATER

EQUIPMENT ABBREVIATIONS

PIPE ACCESSORY TAGS

BALANCING VALVE

1/4 TURN BALL VALVE

CHECK VALVE

3-WAY MIXING VALVE

MOTORIZED CONTROL VALVE

3 WAY MOTORIZED CONTROL
VALVE

PRESSURE REDUCING VALVE

REFRIGERANT SOLENOID VALVE

BUTTERFLY VALVE

2" BALANCING

2" SHUTOFF

2" CHECK

2" TMV

2" M-CNTRL

2" 3-WAY CNTRL

2" PRV

3/8" SOLENOID

2" BUTTERFLY

UPRIGHT SPRINKLER HEAD

PENDENT SPRINKLER HEAD

DRY SPRINKLER HEAD

CAP

PLUG

SIDEWALL SPRINKLER HEAD

EXTENDED COVERAGE SIDEWALL
SPRINKLER HEAD

RECESSED SPRINKLER HEAD

CONCEALED SPRINKLER HEAD

Ƨ

Ƨ
ALARM CHECK VALVE

DRY PIPE VALVE

FREESTANDING SIAMESE FIRE
DEPARTMENT CONNECTION

INDICATING BUTTERFLY VALVE

OS&Y VALVE

PREACTION VALVE

FIRE DAMPER

SMOKE DAMPER

FIRE SMOKE DAMPER

POST INDICATOR VALVE

RISER

THRUST BLOCK

VALVE NONRISING STEM

SIAMESE FIRE DEPARTMENT
CONNECTION
SINGLE FIRE DEPARTMENT
CONNECTION
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NO SCALEFP0.00
1 WATER SERVICE LINE EXTENSION DETAIL

FIRE PROTECTION GENERAL NOTES

1 THE SPRINKLER SYSTEM SHALL BE DESIGNED BASED UPON ACTUAL WATER FLOW TEST
DATA OBTAINED AT OR NEAR THE JOB SITE.

2 PROVIDE A COMPLETE WET TYPE FIRE PROTECTION SYSTEM AS REQUIRED TO
ACCOMMODATE THE FLOOR PLAN AND CEILING TYPES INCLUDING MAINS, BRANCHES,
HEADS, VALVES, AND ACCESSORIES AS REQUIRED. THE SYSTEM SHALL BE INSTALLED
ACCORDING TO MANUFACTURER'S SPECIFICATIONS AND RECOMMENDATIONS OF THE
STATE BUILDING CODE, LOCAL FIRE DEPARTMENT, AND ALL FEDERAL, STATE, AND LOCAL
AUTHORITIES, NFPA, AND FACTORY MUTUAL.

3 REFER TO REFLECTED CEILING PLANS FOR ADDITIONAL INFORMATION REGARDING
SPRINKLER HEAD LOCATION AND PIPE, UNLESS NOTED OTHERWISE.

4 DIVISION 21 CONTRACTOR SHALL COORDINATE WITH THE ELECTRICAL CONTRACTOR FOR
PROPER INSTALLATION OF THE FIRE PROTECTION SYSTEMS ALARM DEVICES INVOLVED
WITH FIRE SPRINKLER SYSTEM.

5 ALL SPRINKLER SYSTEM PIPING SHALL BE CONCEALED ABOVE THE SUSPENDED CEILING
SYSTEM, UNLESS NOTED OTHERWISE.  WRITTEN AUTHORIZATION SHALL BE OBTAINED
FROM THE ARCHITECT PRIOR TO EXPOSING ANY PIPING IN ANY ROOM WHICH HAS A
SUSPENDED CEILING.

6 THIS CONTRACTOR SHALL PROVIDE ALL ADDITIONAL SPRINKLER HEADS AS REQUIRED TO
ENSURE AN APPROVED FIRE PROTECTION SYSTEM AT NO ADDITIONAL COST TO THE
OWNER.

7 AUXILIARY DRAINS SHALL BE EXPOSED WITH 1" DRAIN VALVES.  WHEN 5 OR MORE GALLONS
ARE TRAPPED, THIS CONTRACTOR SHALL PROVIDE FIXED PIPING TO AN ADEQUATELY SIZED
RECEPTOR WHICH IS CAPABLE OF ACCEPTING THE FULL FLOW OF THE DRAIN. WHEN LESS
THAN 5 GALLONS ARE TRAPPED, A HOSE BIB SHALL BE PROVIDED AT THE DRAIN VALVE.

8 AUXILIARY DRAINS SHALL NOT BE LOCATED ABOVE PLASTER OR GYPSUM BOARD CEILING
SYSTEMS. ONLY BY A SPECIFIC WRITTEN INSTRUCTION FROM THE ENGINEER WILL A
VARIANCE BE PROVIDED.

9 AN INSPECTOR'S TEST CONNECTION SHALL BE PROVIDED FOR EACH FIRE SPRINKLER
ZONE. THIS CONTRACTOR SHALL PROVIDE FIXED PIPING FROM THE TEST CONNECTION TO
AN ADEQUATELY SIZED RECEPTOR WHICH IS CAPABLE OF ACCEPTING THE FULL FLOW OF
THE TEST.  EXTERIOR DISCHARGE OF THE TEST CONNECTION SHALL BE PERMITTED ONLY
BY SPECIFIC WRITTEN INSTRUCTION FROM THE ENGINEER.

10 SHOW ALL ROOM NUMBERS ON SHOP DRAWING PLANS.
11 ROUTE SPRINKLER PIPING SUCH THAT IT DOES NOT RUN ABOVE ELECTRICAL PANELS,

SWITCHGEAR, OR SIMILAR EQUIPMENT. SPRINKLER MAINS SHALL NOT RUN THROUGH
ELECTRICAL OR COMMUNICATION ROOMS. SPRINKLER HEADS IN THESE ROOMS SHALL BE
SERVED BY A DEDICATED BRANCH LINE FOR EACH ROOM.

12 THIS DRAWING INDICATES A GENERAL PIPING ARRANGEMENT AND SUGGESTED SIZING
ONLY. THIS CONTRACTOR SHALL DETERMINE THE ACTUAL PIPE SIZING REQUIRED AND
COORDINATE WORK WITH ALL OTHER TRADES TO AVOID CONFLICTS.

13 THIS CONTRACTOR SHALL PREPARE HYDRAULIC CALCULATIONS BASED UPON THE
CONFIGURATION OF THE ACTUAL SYSTEM DESIGN AS SHOWN ON THIS CONTRACTOR'S
SHOP DRAWINGS.

PROJECT GENERAL NOTES

1 REMOVE ALL UNUSED PIPING, DUCTWORK AND ACCESSORIES FROM PREVIOUS
STRUCTURE.

2 COORDINATE INSTALLATION OF PIPING, DUCTWORK, CONDUIT, LIGHTS, CABLE TRAY,
STRUCTURE, AND EQUIPMENT TO PREVENT CONFLICTS.

3 THE CONTRACTOR SHALL BE FAMILIAR WITH ALL THE CONDITIONS BOTH EXISTING AND
THOSE ILLUSTRATED BY THESE DOCUMENTS AS WELL AS THOSE WHICH CAN BE
REASONABLY ANTICIPATED INCLUDING, BUT NOT LIMITED TO ARCHITECTURAL,
ELECTRICAL, VENTILATION, PLUMBING, AND OTHER SYSTEMS INVOLVED ON THIS PROJECT.

4 FINAL PRODUCT SHALL BE A COMPLETE AND FUNCTIONING SYSTEM, AND SHALL CONFORM
TO ALL REQUIREMENTS OF APPLICABLE FEDERAL, STATE, AND LOCAL CODES, INCLUDING
BUT NOT LIMITED TO THE INTERNATIONAL BUILDING CODE AND INTERNATIONAL
MECHANICAL CODE.

5 LOCATE EQUIPMENT REQUIRING ACCESS 2'-0" MAXIMUM ABOVE CEILING.
6 ALL ROOF MOUNTED EQUIPMENT SHALL BE A MINIMUM 10'-0" FROM EDGE OF ROOF.
7 LOCATE DUCTWORK, PIPING AND MECHANICAL EQUIPMENT AWAY FROM THE SPACE ABOVE

ELECTRICAL PANELS. TRANSFORMERS AND OTHER ELECTRICAL EQUIPMENT.
8 PENETRATIONS OF RATED ASSEMBLIES SHALL BE FIRE STOPPED.  FIRE STOPPING SHALL

BE AN APPROVED MATERIAL AS PRESCRIBED IN CSFM STANDARD 43-1 AND SHALL BE U.L.
LISTED.

9 PROVIDE SLEEVES AND/OR OPENINGS TO RUN PIPES AND DUCTS THROUGH FOUNDATIONS,
FLOORS, WALLS, AND ROOF.

10 MAINTAIN CLEAR ACCESS TO SERVICE EQUIPMENT AND OTHER ACCESSORIES REQUIRING
SERVICE, VISUAL INSPECTION OR HAND OPERATION.  WHERE INDICATED OR REQUIRED,
PROVIDE ACCESS PANELS OF THE TYPE SELECTED TO SUIT MATERIALS IN WHICH
INSTALLED.

11 ADJUST PIPING AND DUCTWORK SIZES TO PROPERLY CONNECT TO MECHANICAL
EQUIPMENT.

12 REFER TO HVAC SERIES DRAWINGS FOR GAS AND A.C. CONDENSATE DRAIN PIPING.
13 PIPE SIZES SHOWN SHALL BE CONTINUED IN THE DIRECTION OF FLOW UNTIL ANOTHER SIZE

IS SHOWN.
14 FOR DETAILS, EQUIPMENT CONNECTIONS, AND PIPE SIZES NOT SHOWN  ON THE

SEGMENTS, REFER  TO DETAILS, SCHEDULES, AND SPECIFICATIONS.
15 INSTALL ALL EQUIPMENT IN ACCORDANCE WITH THE RESPECTIVE MANUFACTURER'S

WRITTEN INSTALLATION INSTRUCTIONS, AT A LEVEL OF QUALITY AND WORKMANSHIP
CONSISTENT WITH THE SPECIFICATIONS.

16 LOCATIONS OF PIPING, DUCTWORK AND EQUIPMENT AS INDICATED ON THE DRAWING, ARE
APPROXIMATE AND SUBJECT TO MINOR ADJUSTMENTS IN THE FIELD. WORK SHALL BE
COORDINATED WITH ALL OTHER TRADES TO AVOID INTERFERENCE IN THE FIELD.

17 INSTALL EXPOSED PIPING AND DUCTWORK AS HIGH AS PRACTICAL IN ROOMS WITHOUT
CEILINGS.

18 THE CONTRACTOR'S WORK SCHEDULE SHALL BE SUBMITTED TO AND APPROVED BY THE
OWNER.

19 PRIOR TO STARTING WORK, SUBMIT SHOP DRAWINGS FOR ALL MECHANICAL EQUIPMENT,
PLUMBING FIXTURES, AND DIFFUSERS.

20 CONTRACTOR SHALL OBTAIN AND PAY FOR ALL NECESSARY PERMITS AND SHALL ARRANGE
FOR ALL INSPECTIONS AS REQUIRED.

21 PROVIDE ONE YEAR WARRANTY FOR ALL WORKMANSHIP AND MATERIALS AFTER THE DATE
OF FINAL ACCEPTANCE.

FIRE PROTECTION SHEET INDEX

FP0.00 FIRE PROTECTION TITLE SHEET
FP1.00 FIRE PROTECTION PLAN

FIRE PROTECTION SPECIFICATIONNS

1.

2.

3.

4.

A.

B.

C.

5.

A.

6.

7.

8.

9.

10.

ALL WORK AND MATERIALS SHALL MATCH BUILDING STANDARDS UNLESS OTHERWISE 
NOTED. ALL WORK AND MATERIALS SHALL MEET ALL APPLICABLE LOCAL, STATE AND 
FEDERAL REGULATIONS AS WELL AS, N.F.P.A. STANDARDS.

OBTAIN AND PAY FOR ALL REQUIRED PERMITS, INSPECTIONS, ROYALTIES, ETC. 
PERTINENT TO THE SATISFACTORY INSTALLATION AND OPERATION OF THIS WORK. 

COORDINATE ALL WORK WITH ALL TRADES AND BUILDING CONDITIONS. THE 
CONTRACTOR SHALL VISIT THE SITE TO BECOME FAMILIAR WITH THE EXISTING 
STRUCTURE, HVAC SYSTEMS, ELECTRICAL SYSTEMS, PLUMBING SYSTEMS, AND FIRE 
PROTECTION SYSTEMS AND BASE HIS BID ACCORDINGLY.  CONDITIONS THAT WILL 
INTERFERE WITH THE INSTALLATION OF THE NEW WORK MUST BE REPORTED TO THE 
ARCHITECT OR ENGINEER PRIOR TO STARTING ANY WORK.  CONFLICTS SHALL BE SO 
NOTED ON SHOP DRAWINGS.

CONTRACTOR SHALL SUBMIT COMPLETE, COORDINATED SHOP DRAWINGS, DATA 
SUBMITTALS, AND HYDRAULIC CALCULATIONS FOR REVIEW BY THE ARCHITECT AND 
ENGINEER PRIOR TO THE INSTALLATION OF ANY WORK. WORK MAY COMMENCE AFTER 
THE CONTRACTOR RECEIVES REVIEWED SUBMITTALS AND OR SHOP DRAWINGS NOTED 
AS "REVIEWED" OR "REVIEWED AS NOTED." WORK INSTALLED PRIOR TO REVIEW OF 
CONTRACTOR'S SUBMITTALS MAY BE SUBJECT TO REVISIONS AT CONTRACTOR'S 
EXPENSE.

SHOP DRAWINGS SHALL INCLUDE THE LOCATION OF ALL EQUIPMENT, SPRINKLER 
HEADS, PIPING WITH ELEVATIONS, HYDRAULIC DATA, SLAB AND WALL 
PENETRATIONS, PIPE SIZES, SYMBOL LIST, AND DETAILS.
DATA SUBMITTALS SHALL INCLUDE ENGINEERING DATA ON SPRINKLER HEADS, 
PIPING, FITTINGS, HANGERS, EQUIPMENT, SEALANTS, SLEEVES, FIRE PROOFING OF 
SLEEVES, VALVES, ALARMS, TEST DEVICES, CABINETS, EXTINGUISHERS, GAUGES, 
AND HYDRAULIC CALCULATIONS.
SUBMIT TO THE OWNER, ARCHITECT, AND LANDLORD, SHOP DRAWINGS AND 
SUBMITTAL DATA, SIGNED AND APPROVED BY THE GOVERNING FIRE CODE 
OFFICIAL AND THE OWNER'S UNDERWRITER AGENCY, PRIOR TO INSTALLATION OF 
ANY WORK.

ALL CORES THRU SLABS AND BEAMS SHALL BE APPROVED IN WRITING BY THE 
LANDLORD OR HIS REPRESENTATIVE. THIS CONTRACTOR ASSUMES ALL LIABILITIES 
FOR CORES WHICH HAVE NOT BEEN APPROVED IN WRITING BY THE LANDLORD OR HIS 
REPRESENTATIVE.

PROVIDE ALL NECESSARY CUTTING, DRILLING AND PATCHING AS REQUIRE FOR 
THE NEW WORK. PATCH ALL DISTURBED WALLS FLOORS, PARTITIONS, CEILINGS, 
ETC. AS NEEDED, TO RESTORE THEM TO THEIR ORIGINAL CONDITION.

FIRE PROOF AND/OR SEAL ALL PENETRATIONS THRU FLOORS, WALLS AND PARTITIONS, 
AS REQUIRED PER EXISTING BUILDING STANDARDS. ALL FLOOR PENETRATIONS AND 
FIREWALL PENETRATIONS SHALL BE FIRE PROOFED.

CONTRACTOR SHALL COORDINATE WORK WITH ARCHITECT'S LATEST REFLECTED 
CEILING PLAN.  ACCESS PANELS SHALL BE LOCATED, SIZED AND GIVEN TO THE 
GENERAL CONTRACTOR FOR SUBMISSION TO THE ARCHITECT FOR REVIEW AND FINISH 
REQUIREMENTS. THIS CONTRACTOR SHALL COORDINATE THE INSTALLATION OF THE 
ACCESS PANELS.

FINAL LAYOUT OF THE WORK SHALL GIVE CONSIDERATION TO EXISTING CONDITIONS 
AND THE INSTALLATION OF NEW WORK BY ALL INSTALLING TRADES.

ALL NEW WORK SHALL BE TESTED PER GOVERNING CODES AND/OR N.F.P.A. 
STANDARDS. PIPING SHALL BE FLUSHED FREE OF DEBRIS, AND TESTED. ANY 
DEFICIENCIES FOUND SHALL BE CORRECTED AND RETESTED TO THE SATISFACTION OF 
THE CODE OFFICIAL AND THE ARCHITECT WITHOUT ADDITIONAL COST TO THE OWNER.

ALL WORK SHALL BE GUARANTEED FOR A PERIOD OF ONE YEAR FROM DATE OF 
ACCEPTANCE BY THE OWNER.

FIRE PROTECTION CRITERIA

1. THESE SPECIFICATIONS APPLY TO THE DESIGN, INSTALLATION, OF A WET-PIPE 
AUTOMATIC SPRINKLER SYSTEMS FOR A THE EXPANSION PORITION OF THE FIRE 
DEPARTMENT BUILDING. PROJECT CONSISTS ENTIRELY OF NEW CONSTRUCTION AND 
BUILDING THE OCCUPANCY CLASSIFICATION SHALL BE LIGHT HAZARD U.O.N. 

2. THE DESIGN AND INSTALLATION OF AUTOMATIC SPRINKLER SYSTEMS SHALL COMPLY 
WITH THE ALL CURRENT APPLICABLE CODES, CURRENT NFPA 13 EDITION, IDPH, THE ILLINOIS 
STATE FIRE MARSHAL REQUIREMENTS AND THE CITY OF HEBRON FIRE CODES. SYSTEM 
MUST ALSO COMPLY WITH IHDA 2019 STANDARDS FOR ARCH PLANNING CONSTRUCTION.

3. THE SYSTEM WILL INCLUDE USING LISTED PIPING LOCATED ABOVE CEILING WITH PIPE 
DROPS TO RECESSED OR SIDEWALL COVERING AREAS BELOW THE CEILING. UPRIGHT 
SPRINKLERS TO BE USED IN AREAS WITHOUT CEILINGS.

4. CONTRACTOR SHALL PERFORM FLOW TEST PRIOR TO BID AND CONSTRUCTION. FLOW 
TEST SHALL BE WITNESSED BY AHJ AS REQUIRED.  CONTRACTOR SHALL NOTIFY 
ENGINEER/ARCHITECT IS WATER FLOW OR RISER SIZE IS DEFICIENT PRIOR TO BID.  

5. FIRE-SUPPRESSION SPRINKLER SYSTEM DESIGN SHALL BE APPROVED BY AUTHORITIES 
HAVING JURISDICTION.

A. MARGIN OF SAFETY FOR AVAILABLE WATER FLOW AND PRESSURE: 00 PERCENT, 
INCLUDING LOSSES THROUGH WATER-SERVICE PIPING, VALVES, AND BACKFLOW 
PREVENTERS.

B. SPRINKLER HEADS TO BE OVER QUICK-RESPONSE TYPE.

C. SPRINKLER OCCUPANCY HAZARD CLASSIFICATIONS:

BUILDING SERVICE AREAS ORDINARY HAZARD, GROUP 1
ELECTRICAL EQUIPMENT ROOM ORDINARY HAZARD, GROUP 1
GENERAL STORAGE AREAS ORDINARY HAZARD, GROUP 1
MECHANICAL EQUIPMENT ROOMS ORDINARY HAZARD, GROUP 1
OFFICE AND PUBLIC AREAS LIGHT HAZARD

D. MINIMUM DENSITY FOR AUTOMATIC-SPRINKLER PIPING DESIGN:

LIGHT HAZARD 0.10 GPM/SQ. FT. OVER 1,500 SQ. FT.
ORDINARY HAZARD, GROUP 1 0.15 GPM/SQ. FT. OVER 1,500 SQ. FT.

E. MAXIMUM PROTECTION AREA PER SPRINKLER (STANDARD COVERAGE):

MECHANICAL EQUIPMENT ROOMS ACCORDING TO NFPA 13
ELECTRICAL EQUIPMENT ROOMS ACCORDING TO NFPA 13
OTHER AREAS ACCORDING TO NFPA 13

EXTENDED COVERAGE HEADS ARE ACCEPTABLE WITH PRIOR APPROVAL.

6. CONTRACTOR SHALL INSTALL ALL FIRE PROTECTION SYSTEM EQUIPMENT, DEVICES, 
AND RELATED ACCESSORIES IN ACCORDANCE WITH MANUFACTURER'S WRITTEN 
INSTRUCTION.

7. INSTALL INDICATING CONTROL VALVES FOR SPRINKLERS IN ELECTRICAL ROOMS. 
SIGNAGE SHALL BE INSTALLED TO IDENTIFY THE LOCATION OF THE VALVE.

8. FIRE PROTECTION EQUIPMENT AND DEVICES SHALL BE UL LISTED AND FM APPROVED. 
CONTRACTOR SHALL SUBMIT MANUFACTURE PRODUCT LISTS FOR EACH TYPE OF 
PROPOSED EQUIPMENT AND DEVICES TO THE ARCHITECT/ENGINEER, AND OWNERS' 
INSURANCE UNDERWRITER FOR APPROVAL PRIOR TO INSTALLATION.

9. INSTALLATION OF EQUIPMENT AND DEVICES NOT REVIEWED BY THE 
ARCHITECT/ENGINEER SHALL BE AT THE RISK OF THE CONTRACTOR. CONTRACTOR SHALL 
BE DIRECTLY RESPONSIBLE FOR THE COST OF REPLACEMENT WITH APPROVED EQUIPMENT 
AND DEVICES

10. CONTRACTOR SHALL PROVIDE ROUTING OF MAIN AND BRANCH PIPING AND 
SPRINKLERS AS REQUIRED TO ACCOMMODATE ARCHITECTURAL LAYOUT, DUCTWORK, 
DUCTWORK ROUTING, LIGHTS, CONDUITS, CABLES AND DIFFUSERS. ALL NEW PIPING SHALL 
BE COORDINATED WITH MECHANICAL, ELECTRICAL, PLUMBING, OR OTHER NEW WORK. 
INSTALLATION CONFLICTS SHALL BE REROUTED OR REMOVED/RELOCATED AT NO 
ADDITIONAL COST TO THE OWNER.

11. CONTRACTOR SHALL HYDROSTATICALLY TEST ALL NEW SPRINKLER PIPING IN 
ACCORDANCE WITH NFPA 13 REQUIREMENTS.

12. CONTRACTOR SHALL INSTALL SPRINKLERS IN A BALANCED, LINEAR PATTERN. FINAL 
LOCATION OF ALL SPRINKLER HEADS SHALL BE APPROVED BY ARCHITECT DURING SHOP 
DRAWINGS. CONTRACTOR SHALL ALLOW FOR ADDITIONAL SPRINKLERS FOR THIS FINAL 
COORDINATION.

13. ALL SPRINKLERS SHALL BE INSTALLED IN CENTER OF CEILING TILES +/- 1/2 INCH IN 
AREAS WHERE HUNG CEILINGS ARE PROVIDED.

14. SPARE SPRINKLERS AND CABINETS SHALL BE PROVIDED IN ACCORDANCE WITH THE 
REQUIREMENTS OF NFPA 13.

15. PROVIDE FIRE EXTINGUISHERS WITH CABINETS AS INDICATED ON THE PLANS AND IN 
ACCORDANCE WITH NFPA REQUIREMENTS AND THE ILLINOIS STATE FIRE MARSHAL 
REQUIREMENTS.  CABINETS SHALL BE RATED WHERE MOUNTED IN RATED WALLS.

16. ALL VALVES CONTROLLING WATER SERVICE TO FIRE PROTECTION SYSTEM SHALL BE 
PROVIDED WITH TAMPER SWITCHES CONNECTED TO THE BUILDING FIRE ALARM SYSTEM. 

17. CONTRACTOR SHALL SUBMIT WRITTEN TEST REPORTS AND CERTIFICATIONS TO THE 
ARCHITECT/ENGINEER, OWNER, AND OWNERS' INSURANCE UNDERWRITERS.

18. CONTRACTOR SHALL SUBMIT DESIGN DRAWINGS AND HYDRAULIC CALCULATIONS TO 
THE ARCHITECT/ENGINEER, FIRE DEPARTMENT, AND THE STATE FIRE MARSHAL FOR REVIEW 
AND APPROVAL PRIOR TO INSTALLATION. INSTALLATION PRIOR TO APPROVAL SHALL BE AT 
THE RISK OF THE CONTRACTOR AND ANY MODIFICATIONS ARISING THEREOF SHALL BE AT 
NO ADDITIONAL COST TO THE OWNER OR ARCHITECT/ ENGINEER. A MINIMUM OF THREE 
SETS OF PLANS AND ONE SET OF SPECIFICATIONS AND HYDRAULIC CALCULATIONS SHALL 
BE SUBMITTED TO THE FIRE DEPARTMENT.
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VILLAGE OF HOFFMAN ESTATES
VILLAGE GREEN CONCESSIONS
RENDERING - WALL GRAPHIC (REF. 2/A4.00)
SCALE: NOT TO SCALE

ASK-01
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S K E T C H   N O .:

D A T E :

NOTE: FOR BIDDING PURPOSES ONLY, FINAL GRAPHIC TO BE SUPPLIED BY ARCHITECT.



OWNER
VILLAGE GREEN CONCESSIONS
BRACE TO DECK (REL 3/S3.00)
SCALE: 3/4" = 1'-0"
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