DATE:    March 27, 2020
FROM:  Baxter & Woodman, Inc., Consulting Engineers
TO:    Planholders of record for the Work titled:

        VILLAGE OF HOFFMAN ESTATES, ILLINOIS
        CHIPPE NDA LIFT STATION REHABILITATION

The Bidding Documents are amended as follows:

1.   ADVERTISEMENT FOR BIDS
   A.   Bid opening time and date are changed to 10 A.M. on Thursday, April 9, 2020.

2.   DRAWINGS
   A.   Delete Sheet G-1 in its entirety, and insert attached Sheet G-1, revision dated March 26, 2020 in lieu thereof.

   Revision to add IEPA Project Sign Detail.

   B.   Delete Sheet C-1 in its entirety, and insert attached Sheet C-1, revision dated March 26, 2020 in lieu thereof.

   Revision to realign existing force main; and to move plug valve, sleeve, and change required restoration.

   C.   Delete Sheets M-1 and M-2 in their entirety, and insert attached Sheets M-1 and M-2, revision dated March 26, 2020 in lieu thereof.

   Piping and pump layouts for the existing (demolition) drawing and for the proposed pumps, piping, valves, and fittings drawing have been revised. In addition, the Notes on Sheet M-2 were revised.

   D.   Delete Sheet E-2 in its entirety, and insert attached Sheet E-2, revision dated March 26, 2020 in lieu thereof.

   Revision to remove valve, sleeve, and required restoration southwest of engine generator.
3. SPECIFICATIONS

A. Section 00 01 10 TABLE OF CONTENTS revise accordingly for the following:

B. Section 00 41 00.13, BID FORM:
   Delete Section 00 41 00.13, BID FORM in its entirety and insert the attached BID FORM, revision dated March 26, 2020 in lieu thereof.

C. Section 00 43 33, PROPOSED PRODUCTS FORM:
   Delete Section 00 43 33, PROPOSED PRODUCTS FORM in its entirety and insert the attached PROPOSED PRODUCTS FORM, revision dated March 26, 2020 in lieu thereof.

D. Section 23 00 00, HEATING, VENTILATING, AND AIR CONDITIONING (HVAC):
   Page 23 00 00-2, add paragraph 2.2:

   "2.2 DEHUMIDIFIER:

   A. Provide a low temperature, self-contained unit complete with humidistat, automatic defrost system, automatic shut-off and signal light to indicate drip pan is full, 10-quart drip pan, and 3/8-inch plastic drain hose to the sump.
      a. Moisture removal: 45 pints per day at 80 degrees F and 60 percent relative humidity.
      b. Voltage: 120 volts, single phase, 60 Hz A.C.

   B. Acceptable manufacturers:
      a. Soleus Air Model HMT-D45E-A.
      b. Dayton Model 39K869.
      c. Oasis Model MJ-E22.
      d. Or equal.

E. Section 33 39 43.52, INTERIOR STRUCTURE PROTECTION – POLYUREA:
   Insert attached new Section 33 39 43.52, INTERIOR STRUCTURE PROTECTION – POLYUREA into the project manual.

F. Section 43 21 39.71, SUBMERSIBLE PUMPING EQUIPMENT [NON-CLOG]:
   Page 43 21 39.71-11, delete paragraph 2.6 A. 4. b. and replace with the following:

   "b. Primex."

G. The Meeting Minutes from the Mandatory Pre-Bid Conference on March 5, 2020 are attached.
Nothing in this Addendum shall be construed as changing other requirements of the Bidding Documents. Each Bidder shall acknowledge receipt of this Addendum where indicated in the Bid Form.

END OF ADDENDUM NO. 1
00 41 00.61

BID FORM

ONE ORIGINAL BID SHALL BE SUBMITTED

To: President and Board of Trustees
    Village of Hoffman Estates
    1900 Hassell Road
    Hoffman Estates, Illinois 60169
    (hereinafter called Owner)

From: ________________________________
    Company

______________________________
    Address

City       State       Zip Code

( ) ________________________________
    Telephone

( ) ________________________________
    FAX
    (hereinafter called Bidder)

( ) ________________________________
    E-MAIL

1. The undersigned Bidder proposes and agrees, if this Bid is accepted, to enter into an Agreement with Owner in the form included in the Bidding Documents to furnish all labor, materials, tools, and services required for the construction of the Chippendale Lift Station Rehabilitation for the Village of Hoffman Estates, Cook County, Illinois (Engineers' Job No. 120822.40), all in accordance with the Bidding Documents prepared by Baxter & Woodman, Inc., Consulting Engineers.

2. Bidder accepts all of the terms and conditions of the Advertisement for Bids and Bidder Instructions, including without limitation those dealing with the disposition of Bid Security. This Bid will remain open for 120 days after the date of Bid opening or for such longer period of time that Bidder may agree to in writing upon request of Owner. Bidder will sign and submit the Agreement with the Bonds and other documents required by the Bidding Documents within 10 days after the date of Owner's Notice of Award.

3. In submitting this Bid, Bidder represents, as set forth in the Agreement, that:
   a. Bidder has examined copies of all the Bidding Documents.

BID FORM (Revised March 26, 2020)
00 41 00.61-1 (120822.40) IEPA-WPCLP
b. Bidder is familiar with the nature and extent of the Bidding Documents, Work, site, locality, and all local conditions and legal and regulatory requirements that in any manner may affect cost, progress, performance, or furnishing of the Work, and has made such independent investigations as Bidder deems necessary.

c. Bidder has obtained and carefully studied (or assumes responsibility for having done so) all additional or supplementary examinations, investigations, explorations, tests, studies and data concerning conditions (surface, subsurface and Underground Facilities) at or contiguous to the Site which may affect cost, progress, or performance of the Work or which relate to any aspect of the means, methods, techniques, sequences, and procedures of construction to be employed by Bidder, including applying the specific means, methods, techniques, sequences, and procedures of construction expressly required by the Bidding Documents to be employed by Bidder, and safety precautions and programs incident thereto.

d. Bidder does not consider that any further examinations, investigations, explorations, tests, studies, or data are necessary for the determination of this Bid for performance of the Work at the price(s) bid and within the times and in accordance with the other terms and conditions of the Bidding Documents.

e. Bidder is aware of the general nature of work to be performed by Owner and others at the Site that relates to the Work as indicated in the Bidding Documents.

f. Bidder has correlated the information known to Bidder, information and observations obtained from visits to the Site, reports and drawings identified in the Bidding Documents, and all additional examinations, investigation, explorations, tests, studies, and data with the Bidding Documents.

g. Bidder has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that Bidder has discovered in the Bidding Documents, and the written resolution thereof by Engineer is acceptable to Bidder.

h. The Bidding Documents are generally sufficient to indicate and convey understanding of all terms and conditions for the Work for which this Bid is submitted.

i. This Bid is genuine and not made in the interest or on behalf of any undisclosed person, firm or corporation, and is not submitted in conformity with any agreement or rules of any group, association, organization, or corporation; Bidder has not directly or indirectly induced or solicited any other Bidder to submit a false or sham Bid; Bidder has not solicited or induced any person, firm, or a corporation to refrain from bidding; and Bidder has not sought by collusion to obtain for itself any advantage over any other Bidder or over Owner.

j. Bidder is not barred from contracting with the Owner as a result of a violation 720 ILCS 5/33 et seq.
k. Bidder agrees that no less than the prevailing rate of wages under the Davis-Bacon Wage Act (40 USC 276a through 276a-5) as determined by the U.S. Department of Labor shall be paid to all laborers, workmen and mechanics performing work under this contract.

l. Bidder agrees to cooperate with all Davis-Bacon Wage Act compliance activities including employee interviews by Owner.

m. Bidder complies with the provisions of the Employment of Illinois Workers on Public Works Act (30 ILCS 570/) as they may apply to this Project.

n. Bidder will comply with the requirements of Sections 22.51(f)(2)(B) and 22.51a(d)(2)(B) of the Illinois Environmental Protection Act ([415 ILCS5/22.51(f)(2)(B)] and [415 ILCS5/22.51a(d)(2)(B)]) for the disposal of uncontaminated soils including uncontaminated soil mixed with other clean construction or demolition debris (CCDD) materials and has included any costs associated with compliance in the Bid.

4. Bidder submits the following Schedule of Unit Prices for the Work to be performed in accordance with the Bidding Documents and agrees that items of work not specifically mentioned in the Schedule which are necessary and required to complete the Work intended shall be done incidental to and as part of the items of work for which a unit price is given, and understands that no additional payment will be made for such incidental work.

Bidder agrees that the Owner may select any one or more Parts of this Bid, and if awarded the Contract for such Part or Parts of this Bid, the Bidder agrees to perform and complete the work at the Contract Unit Prices submitted herein.

SCHEDULE OF UNIT PRICES

<table>
<thead>
<tr>
<th>No.</th>
<th>Pay Item</th>
<th>Approximate Quantity</th>
<th>Unit Price</th>
<th>Amount</th>
</tr>
</thead>
<tbody>
<tr>
<td>1.2</td>
<td>PRECONSTRUCTION VIDEO RECORDING:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>______</td>
</tr>
<tr>
<td>1.3</td>
<td>EROSION AND SEDIMENTATION CONTROL:</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Silt Fence</td>
<td>125 LIN FT</td>
<td>$_________</td>
<td>$______</td>
</tr>
<tr>
<td></td>
<td>Inlet Filter</td>
<td>1 EACH</td>
<td>$_________</td>
<td>$______</td>
</tr>
<tr>
<td>1.4</td>
<td>WET WELL AND DRY WELL DEMOLITION:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>______</td>
</tr>
<tr>
<td>1.5</td>
<td>WET WELL REHABILITATION:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>______</td>
</tr>
<tr>
<td>1.6</td>
<td>DRY WELL REHABILITATION:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>______</td>
</tr>
</tbody>
</table>
SCHEDULE OF UNIT PRICES

<table>
<thead>
<tr>
<th>No.</th>
<th>Pay Item</th>
<th>Approximate Quantity</th>
<th>Unit Price</th>
<th>Amount</th>
</tr>
</thead>
<tbody>
<tr>
<td>1.7</td>
<td>PUMPING EQUIPMENT:</td>
<td>2 EACH</td>
<td>$_________</td>
<td>$_______</td>
</tr>
<tr>
<td>1.8</td>
<td>PIPING AND VALVES:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
<tr>
<td>1.9</td>
<td>CONTROL CABINET AND ELECTRICAL WORK:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
<tr>
<td>1.10</td>
<td>PAVEMENT RESTORATION:</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>HMA Street</td>
<td>100 SQ YDS</td>
<td>$_________</td>
<td>$_______</td>
</tr>
<tr>
<td></td>
<td>HMA Parking Lot</td>
<td>240 SQ YDS</td>
<td>$_________</td>
<td>$_______</td>
</tr>
<tr>
<td></td>
<td>PCC Driveway Apron</td>
<td>60 SQ YDS</td>
<td>$_________</td>
<td>$_______</td>
</tr>
<tr>
<td></td>
<td>PCC Curb &amp; Gutter</td>
<td>120 LIN FT</td>
<td>$_________</td>
<td>$_______</td>
</tr>
<tr>
<td></td>
<td>PCC Sidewalk</td>
<td>225 SQ FT</td>
<td>$_________</td>
<td>$_______</td>
</tr>
<tr>
<td>1.11</td>
<td>GRASS RESTORATION:</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>1.12</td>
<td>TEMPORARY BYPASS PUMPING:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
<tr>
<td>1.13</td>
<td>TRAFFIC CONTROL AND PROTECTION:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
<tr>
<td>1.14</td>
<td>PROCESS CONTROL INTEGRATION:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
<tr>
<td>1.15</td>
<td>EMERGENCY GENERATOR:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
<tr>
<td>1.16</td>
<td>MOBILIZATION:</td>
<td>1 LSUM</td>
<td>Lump Sum</td>
<td>$_______</td>
</tr>
</tbody>
</table>

**TOTAL AMOUNT OF BID PROPOSAL:** $_______________________

5. Bidder agrees the Work will be substantially completed on or before September 15, 2020, and completed and ready for final payment in accordance with paragraph 1.11 of the Supplementary Conditions on or before October 15, 2020.

   a. The above dates are predicated on the Contractor receiving a Notice to Proceed no later than Monday, May 18, 2020.

   b. Bidder accepts the provisions of the Supplementary Conditions as to liquidated damages in the event of failure to complete the Work on time.

   c. **Owner acknowledges disruptions to the vendor supply chain due to “shelter-in-place” restrictions. Completion dates will be adjusted based on availability and lead times of equipment.**

6. Bidder submits the required Bid Security in the form of (Certified Check or Bid Bond) in the amount of ________________________ or _________ Percent of the Bid Amount.
7. Bidder will be obtaining Performance and Payment Bonds through the following local agent or broker:

Name: ________________________________________________________________

Address: _______________________________________________________________________

Telephone: ______________________ email: ________________________________

8. Bidder submits all items listed in Section 00 43 93.61 – Bid Submittal Checklist.

9. Terms used in this Bid which are defined in the Standard General Conditions of the Construction Contract included as part of the Contract Documents have the meanings assigned to them in the General Conditions.

10. Bidder acknowledges receipt of the following Addenda:

<table>
<thead>
<tr>
<th>Addendum Number</th>
<th>Date Received</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>

11. Bidder certifies that all iron and steel products used in the project for the construction, alteration, maintenance, or repair of a public water system are produced in the United States in compliance with Section 608 of the Water Resources Reform and Development Act.”

12. By submission of the Bid, Bidder certifies, and in the case of a Joint Bid, each party thereto certifies as to his own organization, that in connection with the Bid:

a. The prices in the Bid have been arrived at independently, without consultation, communication, or agreement, for the purpose of restricting competition, as to any matter relating to such prices with any other Bidder or with any competitor.

b. Unless otherwise required by law, the prices quoted in the Bid have not knowingly been disclosed by the Bidder, prior to opening, directly, or indirectly to any other Bidder or to any competitor; and

c. No attempt has been made or will be made by the Bidder to induce any other person or firm to submit or not to submit a Bid for the purpose of restricting competition.
13. The person signing this Bid certifies that: (Check applicable box.)

☐ He/She is the person in the Bidder's organization responsible within that organization for the decision as to the prices being bid and that he/she has not participated, and will not participate, in any action contrary to that above; or

☐ He/She is not the person in the Bidder's organization responsible within that organization for the decision as to the prices being bid but that he/she has been authorized to act as agent for the persons responsible for such decision in certifying that such persons have not participated, and will not participate, in any action contrary to that above, and as their agent shall so certify; and shall also certify that he/she has not participated, and will not participate, in any action contrary to that above.

14. Bidder is currently certified as an MBE or WBE under EPA's DBE Program?
   Yes ☐ No ☐

Respectfully submitted, signed, and sealed this _____ day of ______________, 2020.

________________________________
Bidder
(SEAL)

By ______________________________

______________________________
Name - Title

ATTEST:

______________________________
Name - Title

END OF BID FORM
1. FAILURE TO SUBMIT THIS FORM WITH THE BID FORM, OR REVISING THE LISTED MANUFACTURERS IN THIS FORM, SHALL CAUSE REJECTION OF THE BID AS NON-RESPONSIVE.

2. Pursuant to bidding requirements for the Work titled:

VILLAGE OF HOFFMAN ESTATES, ILLINOIS
CHIPPENDALE LIFT STATION REHABILITATION

Bidder’s lump sum price proposed on the Bid Form is based upon one of the following items of equipment and materials as shown on the Drawings and described in the Specifications. Bidder shall circle the item (A or B) included in the Bid. Should Bidder fail to indicate which manufacturer is included in the Bid, Bidder shall provide Item A.

<table>
<thead>
<tr>
<th>SPECIFICATION SECTION</th>
<th>DESCRIPTION OF ITEM</th>
<th>MANUFACTURER (CIRCLE ONE)</th>
</tr>
</thead>
<tbody>
<tr>
<td>09 90 00</td>
<td>Painting and Coating</td>
<td>(A) Tnemec</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(B)</td>
</tr>
<tr>
<td>43 21 39.71</td>
<td>Pump Control Panel</td>
<td>(A) Metropolitan Ind.</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(B) Primex</td>
</tr>
</tbody>
</table>

|                          |                              | (A)                        |
|                          |                              | (B)                        |

|                          |                              | (A)                        |
|                          |                              | (B)                        |

|                          |                              | (A)                        |
|                          |                              | (B)                        |

|                          |                              | (A)                        |
|                          |                              | (B)                        |

|                          |                              | (A)                        |
|                          |                              | (B)                        |

|                          |                              | (A)                        |
|                          |                              | (B)                        |
3. Bidder submits the following prices for the Owner's information:

<table>
<thead>
<tr>
<th>DESCRIPTION OF ITEM</th>
<th>MANUFACTURER</th>
<th>EQUIPMENT/MATERIAL COST TO BIDDER</th>
</tr>
</thead>
<tbody>
<tr>
<td>Painting and Coating</td>
<td>Tnemec</td>
<td>$</td>
</tr>
<tr>
<td>Pump Control Panel</td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
<tr>
<td></td>
<td></td>
<td>$</td>
</tr>
</tbody>
</table>

END OF PROPOSED PRODUCTS FORM
PART 1 - GENERAL

1.1 SUMMARY

A. Provide wet well rehabilitation as shown and noted on the Drawings, as specified herein, and as needed for a complete and proper installation, and in accordance with the latest revision of the “Standard Specifications for Water and Sewer Construction in Illinois”, except as revised herein.

B. This specification covers work, materials and equipment required for protecting the concrete wet well by monolithic spray-application of a fast setting, high-build, two component, elastomeric, 100% solids, and solvent-free polyurea coating; to provide corrosion protection as required.

1. Procedures for surface preparation, cleaning, application, and testing are described herein, and on the Drawings.

C. Related work:

1. Documents affecting work of this Section include, but are not necessarily limited to, General Conditions, Supplementary Conditions, and Division 01 - General Requirements of these Specifications.

D. References:

1. ASTM D638 – Tensile Strength, psi
2. ASTM D638 – Elongation %
3. ASTM D624 – Tear Strength, force per unit thickness
4. ASTM E96 – Water Permeation g/day/m²
5. ASTM D4060 – Abrasion, mg loss/1,000 cycles
6. ASTM D7234 (Concrete) - Pull-off Strength of Coatings Using a Portable Adhesion Tester
7. ASTM D4541 (Steel)
8. ASTM D2584 - Volatile Matter Content
9. ASTM D6866 – Biobased Content
10. ASTM D2240 - Durometer Hardness, Shore D
12. ASTM D412 – Test Methods for Thermoplastic Elastomers - Tension
15. SSPC - The published standards of the Society of Protective Coatings.
16. NACE - The published standards of National Association of Corrosion Engineers (NACE International).
1.2 SUBMITTALS

A. Shop Drawing Submittals:
   1. Technical data sheet on each product used, including ASTM test results indicating the product is suitable for its intended use per these specifications.
   2. Material Safety Data Sheets (MSDS) for each product used.
   3. ASTM References.
   4. Descriptive literature including manufacturer’s recommended installation procedures and surface preparation requirements.
   5. Project specific guidelines and recommendations.
   6. Work procedures including flow diversion plan, and method of repair.
   7. Qualification of Applicator:
      a. Manufacturer certification that applicator has been trained and approved in the handling, mixing, and application of the products to be used.
         (1) Certification letter shall be dated within six months of bid date.
      b. Certification that the equipment to be used for applying the product has been manufactured or approved by the protective coating manufacturer and the applicator personnel have been trained and certified for the proper use of the equipment.
      c. Five (5) recent references of applicator indicating successful application of intended product(s).
      d. Proof of any necessary federal, state, or local permits or licenses necessary to complete the project.
   8. Design details for any additional ancillary systems and equipment to be used in site and surface preparation, application, and testing.
   9. Submit all drawings, technical information, and shop drawings to Engineer at least 10 working days prior to, and receive approval of same prior to ordering any interior structure protection materials.

B. Operation and Maintenance Manuals – None Required.

C. Certificates and Guarantees – None Required.

D. Spare Parts – None Required.

E. Comply with pertinent provisions of Section 01 33 00.

1.3 QUALITY ASSURANCE

A. Manufacturer Qualifications shall include a manufacturer with a minimum of three years’ experience providing polyurea base sealants and coatings.
   1. The manufacturer shall be a primary blender of pure polyurea products with proprietary formulations, and shall maintain a Certified Applicator program, and have capacity to provide field technical services as required.
B. Applicator shall initiate and enforce quality control procedures consistent with applicable ASTM, NACE, and SSPC standards and the protective coating manufacturer’s recommendations.

C. Use adequate numbers of skilled workmen who are thoroughly trained and experienced in the necessary crafts and who are completely familiar with the specified requirements and the methods needed for proper performance of the work of this Section.

D. Corrosion materials/products shall be suitable for installation in a severe hydrogen sulfide environment without any deterioration to the liner.

E. Use only approved equipment designed and manufactured by the material supplier specifically for the application of the coating system in sanitary systems.

1.4 DELIVERY, STORAGE, AND HANDLING

A. Materials are to be kept dry, protected from weather, and stored under cover.

B. Protective coating materials are to be stored between 50°F and 90°F.
   1. Do not store near flame, heat or strong oxidants.

C. Protective coating materials are to be handled according to their material safety data sheets.

1.5 SITE CONDITIONS

A. Applicator shall conform with all local, state and federal regulations including those set forth by OSHA, RCRA, and the EPA and any other applicable authorities.

B. Procedures shall be provided by Contractor for flow diversion or bypass pumping to allow Applicator to perform the specified work.

C. Concrete substrate moisture shall be <5% at the surface.

D. Provide ventilation and illumination as required for proper installation and application of the coating material.
   1. Verify no personal property or materials to be used in the project are within the spray fly pattern during application of the coating material.

1.6 MAINTENANCE – Reserved.

1.7 WARRANTY

A. Applicator shall warrant all work against defects in materials and workmanship for a period of three (3) years, from the date of final acceptance of the project.
B. Applicator shall, within a reasonable time after receipt of written notice, repair defects in materials or workmanship which may develop during said three year warranty period, and any damage to other work caused by such defects or the repairing of same, at Applicator’s expense and without cost to the Owner.

PART 2 - PRODUCTS

2.1 GENERAL

A. Provide prepackaged materials that are designed, manufactured, and intended for existing concrete rehabilitation and coating, and the specific application in which they are used.
   1. Properly clean and prepare all surfaces as specified and required for the application of the intended products.
   2. Stop all active points of infiltration using chemical grout as specified prior to applying the liner system.

2.2 INTERIOR STRUCTURE SEALING

A. Minor Infiltration Control Material:
   1. Use a rapid setting cementitious product to stop minor water infiltration with the following minimum requirements:
      a. Compressive strength (ASTM C 109): 1,000 psi, 1 hr.; 2,500 psi, 24 hrs.
      b. Set time: <1.0 minute.
   2. Acceptable manufacturers/products:
      c. Or equal.

B. Heavy Infiltration Control Material:
   1. Use a quick setting, one or two component, expanding chemical grout.
   2. Acceptable manufacturers/products:
      a. Spetec N450.
      b. Avanti AV-280 Hydrofoam.
      c. Or equal.

C. Topcoating Material:
   1. Factory blended, rapid setting, high early strength, non-shrink cementitious or epoxy repair mortar that can be troweled or pneumatically spray applied.
      a. Must be compatible with proposed protective coating/lining material.
2.3 PROTECTIVE COATING (LINING) MATERIAL

A. General:
1. The solvent-free, 100% Solids, polyurea material shall be used to form a corrosion protective monolithic liner covering all interior surfaces of the structure.
2. Material must be fast setting with a return to service time within one hour of completion.

B. Materials:
1. Primer: Chemprime 3558, two-component epoxy primer for use on concrete substrates.
   a. Apply at 3 to 6 mils and directed by manufacturer’s technical data.
2. Coating/Liner: Chemline ARC rapid curing polyurea consisting of a plural component spray.

C. Properties:
1. Tensile strength: ASTM D638 >3,850 psi
2. Tear Strength: ASTM D624 570 pli
3. Bond (Concrete): ASTM D7234 > 200 psi or Substrate Failure
4. Elongation: ASTM D638 425%
5. Hardness, Shore D: ASTM D2240 52
6. Modulus of Elasticity: ASTM D412 2,000 psi

D. Applied thickness:
1. Lining shall be installed to a thickness necessary to qualify as a monolithic (void free) liner.
2. Roughness of the substrate will dictate the thickness needed to create the monolithic liner and eliminate any opportunity for voids in the lining.
3. The minimum value for coating thickness for corrosion protection shall be 125 mils.

E. Acceptable manufacturer:
2. Or approved equal.

PART 3 - EXECUTION

3.1 SURFACE CONDITIONS

A. Examine the areas and conditions under which work of this Section will be performed.
   1. Correct conditions detrimental to timely and proper completion of the Work.
   2. Do not proceed until unsatisfactory conditions are corrected.
3.2 FIELD MEASUREMENTS AND INSPECTIONS
A. Make necessary inspections and measurements in the field to assure application methods and materials are in accordance with these Specifications and manufacturers recommendations.

B. Comply with all local, state, and federal regulatory agency requirements regarding environment, health, and safety.

3.3 SURFACE PREPARATION
A. Remove all loose material from manhole wall and bench using a high pressure water spray.
   1. Minimum water pressure: 3,000 psi.
   2. Remove loose and protruding mortar and concrete.
   3. Remove oil, grease, roots, or other contaminants that may inhibit bonding of the rehabilitation materials.
   4. Fill voids and active leaks on the fillet and pipe seals as necessary with patching mix as recommended by the manufacturer.
   5. If required, drill and pressure grout large leaks as recommended by the manufacturer.

3.4 STRUCTURE SEALING AND LINING
A. See Notes on Sheet M-1 of Drawings regarding video recording of conditions in wet well prior to work inside wet well and after coating/lining has been completed.

B. Repair mortar applicators shall be trained to properly apply the cementitious mortar according to manufacturer's recommendations.

C. Protective coating (lining) must be applied by a Certified Applicator of the protective coating (lining) manufacturer and according to manufacturer's requirements and specifications.

D. All leaks shall be plugged and/or grouted, and all sewage flows shall be stopped, prior to preparation for topcoating and coating/lining work on interior surfaces of the wet well structure.

E. Pump discharge elbows, pump discharge piping, valve vault sump pump discharge piping, and concrete fillets shall be installed prior to coating/lining of wet well.

F. Cover pumps, motors, power and control cables, guide rails, and pump receiving flange on discharge elbow to prevent coating/lining application on this equipment.
   1. If this equipment is installed after the coating/lining, protect the coating/lining from damage with mats, pads, etc.

G. Surfaces to be coated/linered include:
   1. Bottom and new fillets of wet well.
2. Wet well walls, including new pipe penetrations and intermediate pipe support connections to wall.
3. Underside of new wet well flat slab top. (Coated/lined prior to installation on the existing wet well walls).
   a. Protect access hatch from spray application of coating/lining.

H. Conform to the recommendations of the manufacturer, including materials handling, mixing, environmental controls during application, safety, and spray equipment.
   1. A representative of the lining materials manufacturing company shall be on-site the day of lining application.
   2. Use spray equipment specifically designed for the liner system.
   3. Installation of the protective coating/lining shall not commence until the wet well walls are dry to the touch.
   4. Temperature of the surface to be coated should be maintained between 55°F and 80°F during application.
      a. Prior to and during application, care should be taken to avoid exposure of direct sunlight or other intense heat source to the structure being coated/lined.
   5. Affix a permanent identification of the date of work performed to the structure in a readily visible location.
   6. Provide a final written report to the Owner detailing the date of work, description of repairs, and coating/lining application.

3.5 INSPECTION

A. Liner thickness shall be the minimum value specified, and shall be confirmed during the Adhesion Testing described below.

B. Final liner system shall be completely free of pinholes or voids as evidenced by High Voltage Spark Testing.
   1. After the protective coating has set hard to the touch it shall be inspected with high-voltage spark testing (holiday detection) equipment and procedures.
   2. Surface shall first be dried, an induced holiday shall then be made on to the coated concrete surface and shall serve to determine the minimum/maximum voltage to be used to test the coating for holidays at that particular area.
   3. The spark tester shall be initially set at 100 volts per 1 mil of film thickness applied, but may be adjusted as necessary to detect the induced holiday (refer to NACE RPO188-99).
   4. All detected holidays shall be marked and repaired by abrading the coating surface with grit disk paper or other hand tooling method.
      a. After abrading and cleaning, additional protective coating material can be hand applied to the repair area.
      b. All touch-up/repair procedures shall follow the protective coating manufacturer's recommendations.
C. Final liner system shall be properly installed to adhere to the concrete substrate of the wet well wall as evidenced by Adhesion Testing.
   1. Adhesion (pull) testing shall be conducted after the coating/lining system has cured per manufacturer instructions and in accordance with ASTM 7234 (Concrete).
   2. Adhesion tests shall be performed on a minimum of three areas of the structure – in the upper 1/3, at the mid-section, and in the lower 1/3 of the wet well wall.
   3. A minimum of one ¾" dolly shall be affixed to the lined surface at each testing location.
      a. The adhesive used to attach the dollies to the liner shall be rapid setting with a tensile strength in excess of the liner material and permitted to cure in accordance with manufacturer recommendations.
      b. The lining material and dollies shall be adequately prepared to receive the adhesive.
   4. Prior to pull test, the Contractor shall utilize a scoring device to cut through the coating until the substrate is reached.
      a. Extreme care shall be required while scoring to prevent micro-cracking in the coating.
      b. Failure due to improper dolly adhesive or scoring shall require retesting.
   5. The pull test in each area shall meet or exceed 200 psi and shall include subbase adhered to the back of the dolly or no visual signs of coating material in the test hole.
   6. Pull tests with results between a minimum 150 psi and 200 psi shall be acceptable if more than 50% of the subsurface is adhered to the back of the dolly.
   7. If any test fails, a minimum of three additional re-test locations in the same section of the wet well shall be tested, as directed by the Engineer.
   8. If any of the retests fail, all loosely adhered or unadhered liner in the failed area, as determined by the Engineer, shall be removed and replaced at the Applicator's expense.

D. Visual inspection will be performed by the Owner and Engineer and the coating/lining manufacturer's representative.
   1. Any deficiencies in the finished liner system shall be marked and repaired according to the procedures of the manufacturer.

PART 4 - MEASUREMENT AND PAYMENT

4. MEASUREMENT

A. Measurement will not be made for the mobilization/demobilization required for the work of this Section and for the coating/ling work specified in this Section.
B. Due to unknown conditions within the wet well, measurement will be made for preparation work and materials as follows:
   a. Repair and substrate preparation crew time; per day
   b. Chemical Grout for stopping leaks; per gallon
   c. Cementitious Grout or Mortar (40 pound bag) per bag

4. 2 PAYMENT

A. This payment will include all the labor, materials, and any equipment required to complete the work.

B. Payment for work specified in this Section will be made at the Contract Unit Lump Sum Price for the listed Items, in the Schedule of Prices:

   33 39 43.51/01; Mobilization/Demobilization
   33 39 43.51/02; Coating/Lining Work inside Wet Well

C. Payment for work specified in this Section will be made at the Contract Unit Prices for the following listed Items, in the Schedule of Prices:

   33 39 43.51/03; Repair and Substrate Preparation - Day
   33 39 43.51/04; Chemical Grout - Gallon
   33 39 43.51/05; Cementitious Grout or Mortar - Bag

D. The Bidder/Contractor shall provide Contract Unit Lump Sum Prices for the following listed items at the end of the Schedule of Unit Prices:

   Unnumbered; 3 Year Warranty on Wet Well Lining

E. Payment will not be made for any other items except as listed above. All other costs associated with such work shall be considered incidental and shall be included in the prices bid for various items to which they pertain in the Schedule of Prices.

END OF SECTION
VILLAGE OF HOFFMAN ESTATES, ILLINOIS
WPLCP Loan No. L173548
Chippendale Lift Station Rehabilitation

MANDATORY PRE-BID CONFERENCE
March 5, 2020

Introductions:

Village of Hoffman Estates: Haileng Xiao, Superintendent of Water & Sewer
Baxter & Woodman, Inc.: Shane Firsching, Project Manager

An Optional site visit to the work site will follow this meeting. Questions and answers from the site visit, but not a list of attendees at the site visit, will be included in the summary Minutes to be included in Addendum No. 1 for the project.

Project Description

The project is described generally in the ADVERTISEMENT FOR BIDS, and is repeated below as part of this Pre-Bid Conference.

Village of Hoffman Estates, Illinois – Chippendale Lift Station Rehabilitation – WPCLP Loan No. L173548

The proposed construction consists of rehabilitating the existing steel can style lift station. The work includes temporary bypass pumping, wet well rehabilitation, dry well (pump chamber) rehabilitation, pumps and motors, controls in an above-ground cabinet, emergency power generator and transfer switch, integration of the new equipment to the existing electrical service, site restoration, and other miscellaneous items of work.

The Village is not releasing the Engineers’ Opinion of Probable Construction Cost.

Bid Receiving

Sealed proposals will be received at the Office of the Village Clerk at 1900 Hassel Road, Hoffman Estates, Illinois 60169 until 10:00 A.M., Wednesday, April 1, 2020 and at that time will be publicly opened and total amount of bid proposal read aloud.

Schedule

Bids are scheduled to be received and opened April 1, 2010. The Public Works & Utilities Committee review is scheduled for April 6, 2020 with Village Board of Trustees approval of the committee’s report on April 20, 2020. The Village Board of Trustees intends to authorize issuance of the Notice of Intent to Award Contingent on IEPA Loan Offer on May 18, 2020, after which date the Notice can be sent and the Agreement can be prepared and executed.

Funding

The project is designated as L173548 for funding through the Illinois Environmental Protection Agency (IEPA) Water Pollution Control Loan Program (WPCLP).
All Bidders must comply with the IEPA WPCLP policy regarding the increased use of disadvantaged businesses. This policy requires all Bidders to advertise in a daily, Regional newspaper, OR the Bidders may publish the Advertisement in an established, online Bidder’s Clearinghouse such as the “Dodge Report”. The Advertisement must run one (1) day at least sixteen (16) days prior to Bid opening, **no later than Monday, March 16, 2020.** If there will be no subcontracts awarded, no advertisement is required. See loan requirements in Section 00 21 00.61 and in Sections 00 74 23.01 through 00 74 23.07, inclusive, of the Project Manual.

Compliance with American Iron and Steel is required for Loan Funding. See requirements on Page 43 of Section 00 21 00.61 and the following:

**American Iron & Steel Requirement**

Compliance is required with the “Use of American Iron and Steel” requirements as contained in Section 608 of the Water Resources Reform and Development Act.

A requirement of the Illinois Water Pollution Control Loan Program is the American Iron and Steel requirements for state revolving funds as contained in section 436 of H.R. 3547, Consolidated Appropriations Act (CAA), 2014. The Act was signed into law in January of 2014 as P.L. 113-76. The law requires that all iron and steel products used in a water system or treatment works project funded by a state water pollution control revolving fund are produced in the United States.

The law states that “iron and steel products” refers to the following products made primarily of iron or steel: lined or unlined pipes and fittings, manhole covers and other municipal iron or steel castings, fire and yard hydrants, tanks, flanges, pipe clamps and restraints, valves, structural steel, reinforcing steel for reinforced precast concrete, and other construction materials.”

The AIS requirements of the CAA are not the same as the Buy American provisions of ARRA.

USEPA also has provisions for Nationally Approved and Project Specific Waivers.

Information and clarification about the AIS requirements are at the USEPA website [http://water.epa.gov/grants_funding/aisrequirement.cfm](http://water.epa.gov/grants_funding/aisrequirement.cfm).

Additionally, the IEPA has required specific language related to AIS requirements be added to loan program projects. This language can be found in multiple sections of the Project manual. For example, in the WRF Improvements project, **CERTIFICATE 00 62 33.13 BIDDER CERTIFICATION REGARDING THE USE OF AMERICAN IRON AND STEEL PRODUCTS** is required to be submitted with the Bid.

The Project Manual also describes documentation requirements. These projects are using the step certification process recommended by USEPA. Step certification requires a certification from each handler of the product from the source iron and/or steel through manufacturing and finishing for each covered/coated item. A certification form is included in the project manuals for this purpose.

Below is the process that will be followed during construction:

- Contractor will submit a list of items subject to American Iron and Steel requirements prior to first application for payment, but no later than 7 calendar days after the date of the Pre-Construction Meeting.
• American Iron and Steel Conference with Owner and Engineer to finalize the list used to track certification submittals. An AIS Conference will be held for this project.
• Submit Preliminary Documentation with shop drawings or sixty days prior to shipment for items not requiring shop drawing submittals.
• Submit Final Documentation no later than seven calendar days prior to shipment.

Information during Bidding Period

Contractors can visit the work site during normal working hours (8:00 a.m. to 3:30 p.m.) Monday through Friday. Contact Haileng Xiao, Superintendent of Water & Sewer at (847) 781-2703 to make arrangements. Please give 24 hours’ notice.

All pertinent documents may be examined at the Office of the Village Clerk at 1900 Hassel Road, Hoffman Estates, Illinois 60169 or online at bhfxplanroom.com. Documents can be purchased only through BHFX Digital Imaging at bhfxplanoom.com.

Questions during the bidding phase should be directed to the project engineer – Shane Firsching, Baxter & Woodman, Inc., 815.444.3395, sfirsching@baxterwoodman.com.

Plan holders are reminded the Project Manual for the project stipulates all questions and requests for information must be submitted at least five (5) business days before the bid opening to provide sufficient time to inform all bidders of the information. The bid opening is on Wednesday, April 1, 2020, so questions must be received no later than noon on Wednesday, March 25, 2020. Questions received after March 25, 2020 may not be answered. Only questions answered by formal written Addendum will be binding. Oral and other interpretations or clarifications will be without legal effect.

Contractor Registration with Village

Contractor and their Subcontractors are required to register with the Village only after a Contract has been awarded for the project.

All Contractors and Subcontractors doing work for the Village of Hoffman Estates are required to first obtain a registration certificate from the Village. The fee for the registration certificate is $100.00, and the certificate is valid for one year. The Contractor and Subcontractors are required to maintain a valid registration certificate throughout the duration of their Work. Registration certificate forms can be obtained at Village Hall. More information can be found at the following website:

https://www.hoffmanestates.org/home/showdocument?id=18971

Other Specifications of Special Note (required by the Village, not WPCLP funding)

Submittal Exchange

Electronic submittals are required to be made through Submittal Exchange as described in Paragraph 3.3 of Section 01 33 01. Submittal Exchange is a website designed specifically for transmitting submittals between construction team members. Baxter & Woodman will set up and define the requirements of the Project to be submitted, transmitted, and maintained through Submittal Exchange. Training is available from Submittal Exchange regarding use of the website and PDF submittals.
**Warranty**

The contract documents are written with the specific intention that the project as a whole is warranted for a period of 3 years after the date of acceptance of the Work and final payment by Owner. Therefore, the Project Manual includes language (Section 00 73 00.61, paragraph 1.6.D.1. – 6.19A) stating:

> Contractor shall execute and deliver to Owner, before the final payment will be issued, a written warranty that guarantees that all work is in accordance with the Contract Documents and will not be defective. This warranty shall guarantee all work for a period of three years from the date of acceptance of the Work and final payment by Owner, except for equipment, motors, electrical controls, and other mechanical devices, which shall be guaranteed for a period of two years from the date of acceptance of the Work and final payment by Owner unless a different guarantee period of time is specified under other parts of the Contract Documents.

**Deducts**

IEPA loan funding will not reimburse for spare parts, extra materials, or extended warranties. The Bid Form includes a requirement for the bidder to provide deducts for the cost of these items. This will allow the construction loan manager to indicate the correct reimbursement amount to IEPA.

**PROJECT SPECIFIC INFORMATION**

A list of items that must be submitted with the Bid can be found in Section 00 43 93.61 BID SUBMITTAL CHECKLIST.

Bids are to be submitted as required in Section 00 41 00.61 BID FORM. This project will be awarded on the basis of the total summed amount of each Pay Item quantity times the unit price for that Pay Item, without consideration of deduct prices provided in the BID FORM.

**Contract Times**

Contract Times are listed on the BID FORM, Section 00 41 00.61, paragraph 5. Based on a Notice to Proceed date of May 18, 2020, the work will be Substantially Complete by September 15, 2020 (approx. 120 calendar days after the Contract Time commences to run). Work will be completed and ready for final payment by October 15, 2020 (approx. 150 calendar days after the Contract Time has begun).

Liquidated damages are listed in the SUPPLEMENTARY CONDITIONS, Section 00 73 00.61. Paragraph 1.19 includes the addition of 12.06 Liquidated Damages. Contractor shall pay Owner as liquidated damages for delay (but not as a penalty) $1,000 for each day that expires after the time specified in the BID FORM for Substantial Completion until the Work is substantially complete. Contractor shall pay Owner $500 for each day that expires after the time specified in the BID FORM for completion and readiness for final payment.

The target construction schedule, which depends on receipt of a Loan Offer from IEPA, is to issue the notice to proceed no later than May 18, 2020. The approximate completion dates would then be as follows:

- Substantial completion on September 15, 2020 (120 days)
- Completion and final payment on October 15, 2020 (150 days)
Bidder Requirements

Bidders are instructed that the apparent low Bidder, or any other Bidder so requested, shall submit to the office of Engineer within five (5) days after the receipt of Bids a list of the names of Bidder’s proposed subcontractors whose portion of the Work exceeds $10,000, along with a description of the Work to be performed by each.

Permits

A building permit from the Village is not required.

Construction Coordination and Phasing

The description of the project coordination and construction phasing is in specification SECTION 01 31 13.16 PROJECT COORDINATION AND CONSTRUCTION PHASING. This section provides coordination and cooperation requirements between contractors to maintain the operation of the existing lift station and construct the improvements. Contractor is responsible for coordinating with School District 54.

A. The last day of school is scheduled for May 28, 2020, but could extend to June 4, 2020, depending on snow days.
B. School staff are scheduled to return to work on August 13, 2020. Students are scheduled to return to school on August 17, 2020.
C. The contractor may not mobilize the project site until after the last day of student attendance.
D. Maintain one open driveway to the school parking lot at all times.
E. Complete all excavation, pipe installation, conduit installation, backfill, and concrete placement prior to August 13, 2020.
   1. Installation of the above ground control cabinet, generator, and integration work can be performed after school starts as long as the work does not impede school student drop-off and pick-up.
F. Complete final pavement restoration in one day’s time, unless the work is completed prior to the first day of student attendance.
G. Work performed is subject to School District #54 review and approval. Plan construction activities in advance and in coordination with school activities.

Facility Start-up

The Facility Startup specification Section 01 91 58 provides requirements for submitting detailed plans and schedule for startup, scheduling pre-startup conference, specific process startups requirements and required steps for substantial completion.
Testing

Section 01 45 29 TESTING LABORATORY SERVICES states the Contractor is to provide an independent testing laboratory service. Contractor needs to include within the Contract Unit Prices amounts sufficient to cover all testing required of the Contractor under pertinent Sections of the Specifications.

Miscellaneous

● The Contractor should pay attention to Section 01 22 29 Measurement and Payment for a description of the various pay items and what is included in each pay item.

Recap / Concluding Remarks

Addendum No. 1:

● Minutes from this meeting, including questions and answers; and questions and answers from the optional site visit will be included.

Additional Addenda might be required to address questions from Bidders/Vendors.

There will be an optional site visit at the work site located at 1800 Chippendale Road, Hoffman Estates, Illinois immediately following this Pre-Bid Conference.

Pre-Bid Conference Questions and Responses:

The following questions were asked and responded to during the Pre-Bid Conference:

1. Is May 18 a hard date for issuance of the construction contract Notice to Proceed?
   a. The May 18 date is set to establish a latest date for the Notice to Proceed. The Notice to Proceed may be issued prior to May 18.

2. Does the contractor get paid by the Village or State of Illinois?
   a. The contractor will be paid by the Village regardless of whether IEPA SRF Loan is used or not.

3. Bid proposals must be good for 120 days. How does 120 days apply?
   a. The Village is pursuing an IEPA SRF Loan to fund the project. IEPA reviews the bid proposal prior to issuing the loan agreement. The review period is typically less than 120 days.

4. Can the wet well be rehabilitated with the same product as the dry well?
   a. Yes, see the Addendum revisions.

5. Are there any changes to the listed control panel manufacturers?
   a. Yes, see the Addendum revisions.

6. The completion schedule seems too tight. Are there any adjustments to completion dates?
   a. There are no revisions to the project schedule. The Village will endeavor to issue Notice to Proceed as early as possible.
7. What are the flow rates on each of the 3 sewers coming in to the wet well?
   a. Dry weather flow from each of the three upstream sewers averages 35 gpm with a maximum dry weather peak flow of 60 gpm.
   b. Wet weather flow from each of three upstream sewers can reach a peak flow of 300 gpm.

8. Clarify discharge route for temporary bypass piping. Are driveway crossings, road ramps, or driveway ramps expected?
   a. Dry Well Rehabilitation - Install permanent plug valve on existing force main per Sheet C-1. Close new plug valve and install two 8” muni balls into the suction side of pumps in wet well. Use wet well for suction side of bypass pump and use the existing bypass connection for discharge to the existing force main.
   b. Wet Well Rehabilitation
      (1) Option 1 - See attached exhibit. The wet well will have to be muni balled off utilizing three plugs stopping any flow of water into the wet well during rehabilitation work. Provide a pump at each of the upstream manholes to discharge to a central storage container or frac-out tank. Provide a central pump to convey the wastewater in the temporary storage container to the existing bypass connection and force main. The pumps at each of the manholes will require four ramps for driveways. One roadway crossing is needed which can be achieved with ramps or trenching.
      (2) Option 2 - The wet well will have to be muni balled off utilizing three plugs stopping any flow of water into the wet well during rehabilitation work. Provide a pump at each of the upstream manholes to discharge to a temporary manifold with a single discharge to the existing bypass connection and force main. The pumps at each of the manholes will require four ramps for driveways. One roadway crossing is needed which can be achieved with ramps or trenching.

9. Is redundancy on the bypass pumps required?
   a. When three bypass pumping locations (three separate manholes) are used, provide one redundant bypass pumping system that could be used at any of the three manhole locations. (Total of four bypass pumping systems – three active, one standby.)
   b. When one bypass pumping location (the wet well) is used, provide one redundant bypass pumping system. (Total of two bypass pumping systems – one active, one standby.)

10. What are surcharging limitations on bypass pumping?
    a. See attached exhibit for surcharging limitations.

11. Who is the current integrator for the Village?
    a. Concentric Integration

12. Is the pump drawn to scale and which manufacturer is it based on?
    a. Yes, the pump is drawn to scale and is based on the Grundfos pump.

13. What is included in HVAC section? Does it include a dry well heater, dehumidifier, or exhaust fan?
    a. See revised Section 23 00 00. An exhaust fan is included. A dehumidifier was added by Addendum.
14. Are the pumps running on VFDs?
   a. The proposed pumps will run on soft starters. VFDs are not included in the design.

15. Does the ComEd meter get replaced or relocated?
   a. The existing ComEd meter will be reused and relocated.

16. Is there a heater in the cabinet?
   a. No.

17. Is the ATS in the control panel or generator?
   a. The automatic transfer switch will be located in the control panel cabinet.

18. Is there a map of the force main and intended bypass pumping plan?
   a. Yes, see the Addendum revisions.

19. Are the drawing dimensions of the existing dry well, internal piping, valves, and fittings taken directly from previous drawings or were they manually measured in the field?
   a. The Addendum revisions are based on field measurements.

20. Does the dry well cover get replaced?
   a. Yes.

21. Does the wet well leak? Are any inspections of the wet well available?
   a. The wet well leaks at the joints between precast concrete sections and at some of the steps. There are no inspection reports available.

22. Does the dry well leak?
   a. There are no active leaks in the dry well.
# PRE-BID CONFERENCE SIGN-IN SHEET

**PROJECT:** Village of Hoffman Estates – Chippendale Lift Station Rehabilitation  
**DATE:** Thursday, March 5, 2020  
**TIME:** 10:00 a.m.  
**LOCATION:** Public Works, 2305 Pembroke Avenue, Illinois 60169

<table>
<thead>
<tr>
<th>Name</th>
<th>Representing</th>
<th>Phone Number</th>
<th>Email Address</th>
</tr>
</thead>
<tbody>
<tr>
<td>Haileng Xiao, Supt. of Water &amp; Sewer</td>
<td>Village of Hoffman Estates</td>
<td>847-781-2703</td>
<td><a href="mailto:haileng.xiao@hoffmanestates.org">haileng.xiao@hoffmanestates.org</a></td>
</tr>
<tr>
<td>Shane Firsching</td>
<td>Baxter &amp; Woodman</td>
<td>815-444-3395</td>
<td><a href="mailto:sfirsching@baxterwoodman.com">sfirsching@baxterwoodman.com</a></td>
</tr>
<tr>
<td>MARC Kreymer</td>
<td>MKC LLC</td>
<td>847-479-0909</td>
<td><a href="mailto:marc.kreymer@gmail.com">marc.kreymer@gmail.com</a></td>
</tr>
<tr>
<td>Gerardo Espinosa</td>
<td>Miske's Construction</td>
<td>312-420-5041</td>
<td>gerard@Miske'sConstruction.com</td>
</tr>
<tr>
<td>Mike Carroll</td>
<td>Rain for Rent</td>
<td>815.600.0022</td>
<td><a href="mailto:marcell@rainforrent.com">marcell@rainforrent.com</a></td>
</tr>
<tr>
<td>Gary Semench</td>
<td>Archon Construction</td>
<td>630-495-0015</td>
<td><a href="mailto:Garry@Archonconstruction.com">Garry@Archonconstruction.com</a></td>
</tr>
<tr>
<td>George Ismail</td>
<td>Martam Const.</td>
<td>(847)608-6800</td>
<td><a href="mailto:George@Martam.com">George@Martam.com</a></td>
</tr>
</tbody>
</table>
# PRE-BID CONFERENCE SIGN-IN SHEET

**PROJECT:** Village of Hoffman Estates – Chippendale Lift Station Rehabilitation  
**DATE:** Thursday, March 5, 2020  
**TIME:** 10:00 a.m.  
**LOCATION:** Public Works, 2305 Pembroke Avenue, Illinois 60169

<table>
<thead>
<tr>
<th>Name</th>
<th>Representing</th>
<th>Phone Number</th>
<th>Email Address</th>
</tr>
</thead>
</table>

---

Page 2 of 2
Wet Well Rehabilitation
Bypass Pumping - Wet Well
Option 1

By-Pass Pump 1
- one bike path ramp

Central storage or frac-out tank for receiving discharge from Bypass Pumps 1, 2, and 3.

Install permanent plug valve on existing force main.

By-Pass Pump 2
- one road crossing

By-Pass Pump 3
- 3 driveway ramps

By-Pass Pump 4
to existing By-pass Connection
Wet Well Rehabilitation
Bypass Pumping - Wet Well
Option 2

By-Pass Pump 1
-one bike path ramp

Install permanent plug valve on existing force main.

Temporary manifold with single discharge for discharge to existing bypass connection and force main.

By-Pass Pump 2
-one road crossing

By-Pass Pump 3
-3 driveway ramps
Bypass Pumping Manholes
Allowable Surcharge

Note: These are the allowable surcharging limitations during optimal conditions. Allowable surcharging depths may be reduced if basement backups occur.

SAN5766
Rim: 787.94'
Invert: 773.04' 8" SE
Max. Surcharge: 779'
Max. Surcharge Depth: 6.0'

SAN5774
Rim: 786.78'
Invert: 773.28’ 8” SW
Max. Surcharge: 776'
Max. Surcharge Depth: 2.7'

SAN5780
Rim: 791.91'
Invert: 773.61’ 8” NW
Max. Surcharge: 781'
Max. Surcharge Depth: 7.4'